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11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754
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RETAIL/RESTAURANT

C

ENTRY LEVEL

T.O.S. EL. +8'-0"

2388 SF

UP

UP

DN

PARKING RAMP

ENTRANCE

T.O.S. EL. +7'-6"

1849 SF

TRANSFER AREA

T.O.S. EL. +2'-4"

ATTENDANT

PARKING LEVEL P1

(STACKED)

(330) CARS

T.O.S. EL. +2'-4"

2837 SF

SPRINKLERED

BROOM FINISHED

DRY FLOOD PROOFED

PITCH FLOORS TO DRAINS

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

RETAIL B

ENTRY LEVEL

T.O.S. EL. +8'-0"

4365 SF

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

RETAIL A

ENTRY LEVEL

T.O.S. EL. +8'-0"

4718 SF

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

ATTENDANT

PARKING LEVEL P1

(STACKED)

T.O.S. EL. +0'-6"

BUILDING

STORAGE

T.O.S. EL. +2'-4"

1588 SF

UNEXCAVATED

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE
HOSE BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID
FOIL FACED OWENS CORNING FIBERGLASS #703

TO UNDERSIDE OF CEILING

COMPACTOR

ROOM (EAST)

T.O.S. EL. +2'-4"

633 SF

EXIT SIGN
& LIGHT
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& LIGHT
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& LIGHT
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& LIGHT
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& LIGHT

EXIT SIGN
& LIGHT
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& LIGHT

TOTAL TRAVEL DISTANCE 167'-6"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 250'-0" (TRAVEL DISTANCE)
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TOTAL TRAVEL DISTANCE 101'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 181'-2"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 250'-0" (TRAVEL DISTANCE)

LOADING

DOCK (WEST)

T.O.S. EL. +7'-6"

1201 SF

LOADING

DOCK B

T.O.S. EL. +7'-0"

821 SF

UNEXCAVATED

RAMP UP 1:12

UP

UP

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE
HOSE BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID
FOIL FACED OWENS CORNING FIBERGLASS #703

TO UNDERSIDE OF CEILING

COMPACTOR
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T.O.S. EL. +7'-0"
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EXIT SIGN
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S
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LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754
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RAMP DN 1:7

RAMP DN 1:7

RAMP UP 1:7
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RETAIL EAST
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PACKAGE

ROOM

T.O.S. EL. +12'-0"

548 SF

RESIDENTIAL

LOBBY SOUTH

T.O.S. EL. +12'-0"

6785 SF
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T.O.S. EL. +12'-0"
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T.O.S. EL. +8'-0"

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE
HOSE BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID
FOIL FACED OWENS CORNING FIBERGLASS #703

TO UNDERSIDE OF CEILING

COMPACTOR

ROOM (SOUTH)

T.O.S. EL. +12'-0"
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ELECTRICAL

ROOM

T.O.S. EL. +12'-0"
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LOADING DOCK

ENTRANCE BELOW

T.O.S. EL. +7'-0"

STAGING

T.O.S. EL. +12'-0"

451 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

RAMP UP 1:12

LOADING DOCK

ENTRANCE BELOW

T.O.S. EL. +7'-6"

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE HOSE
BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID FOIL
FACED OWENS CORNING FIBERGLASS #703 TO
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WATER/
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ROOM

T.O.S. EL. +12'-0"

169 SF

PACKAGE

ROOM

T.O.S. EL. +12'-0"

584 SF

RETAIL A

ENTRY LEVEL

BELOW

T.O.S. EL. +8'-0"

DN
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MAILROOM

ELECTRICAL

ROOM

T.O.S. EL. +12'-0"

418 SF

ELECTRICAL

ROOM

ELECTRICAL

ROOM

T.O.S. EL. +12'-0"

258 SQ. FT.

DN

DN
8R

T.O.S. EL. +12'-0"

###########

DN
8R

DN
8R

OPEN TO BELOW

OPEN TO BELOW

OPEN TO BELOW

TOTAL TRAVEL DISTANCE 173'-6"
MAX PERMITTED 75'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 152'-2"

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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TOTAL TRAVEL DISTANCE 168'-3"

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 156'-3"
MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

SLOP SINK

SLOP SINK

DN

GAS METER

ROOM

T.O.S. EL. +12'-0"

219 SF

WATER/SEWAGE

METER ROOM

T.O.S. EL. +12'-0"

272 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

T.O.S. EL. +7'-6"

DN
9R

DN

REFUSE

STORAGE

T.O.S. EL. +12'-0"

326 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022
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1
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-
1
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A
-
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1
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UP
15R

DN
8R

STAIR J
+25'-8"

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

SE
3500 LBS.

RECYCLING SHELF

UP

DN

DN

UP

ELECTRICAL CLOSET

AND EXPRESS RISER LOCATION

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

SE
3500 LBS.

RECYCLING SHELF

UP DN

DN UP

ELECTRICAL CLOSET
AND EXPRESS RISER LOCATION

UP
15R

DN
15R

STAIR X

+20'-8"

DN
14R

DN
22R

STAIR L

DN
28R

STAIR M
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2

4

A

-

1

2
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A-124
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B
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1

2

2

A

-

1

2
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OPEN TO BELOW

13426 SQ. FT.
(102) CARS

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 95'-4"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 120'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 124'-10"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 95'-2"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 113'-9"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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W
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N 
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4'-
6"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 91'-0"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 104'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 124'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 101'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

60
'-9

"

MA
X 

PE
RM

IT
TE

D 
12

5'-
0"

 (C
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N 
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TH

)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

LR/DR

17'-3"X10'-1"

S
CM

S
CM

BR

15'-7"X9'-6"

MECHANICAL

470 SF

OPEN TO BELOW

LEVEL P3

ATTENDANT PARKING

DN

TERRACE

SPRINKLERED

BROOM FINISHED

PITCH FLOORS TO DRAINS

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

3/32" = 1'-0"

2ND FLOOR PLAN1

2ND FLOOR
OVERALL PLAN

21 130



30
'-1

"

73
'-1

"

7'-0"

70
'-3

"

0BR

13'-6"X18'-6"

REQ. LIGHT: 28.55 SF
REQ. AIR: 14.27 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

23'-6"X15'-11"

REQ. LIGHT: 33.50 SF
REQ. AIR: 16.75 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.80 SF
REQ. AIR: 11.90 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.91 SF
REQ. AIR: 11.96 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.91 SF
REQ. AIR: 11.96 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.89 SF
REQ. AIR: 11.95 SF

0BR

19'-1"X15'-7"

REQ. LIGHT: 29.19 SF
REQ. AIR: 14.60 SF

0BR

19'-1"X15'-1"

REQ. LIGHT: 28.18 SF
REQ. AIR: 14.09 SF

MECHANICAL

520 SF

MECHANICAL

608 SF

MECHANICAL

321 SF

BR

15'-5"X9'-0"

REQ. LIGHT: 13.88 SF
REQ. AIR: 6.94 SF

BR

15'-5"X8'-6"

REQ. LIGHT: 13.10 SF
REQ. AIR: 6.55 SF

LR/DR

19'-5"X10'-7"

REQ. LIGHT: 20.51 SF
REQ. AIR: 10.25 SF

S
CM

S
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S
CM

S
CM

S
CM

S
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S
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S
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S
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BR

15'-2"X10'-6"

LR/DR

19'-1"X11'-2"

BR

10'-7"X9'-0"

BR

15'-8"X12'-3"

BR

13'-8"X11'-5"

LR/DR

17'-6"X12'-7"

LR/DR

16'-1"X14'-7"

BR

10'-2"X11'-2"

0BR

12'-5"X11'-0"

BR

12'-1"X10'-7" 12'-1"X10'-7"

BR LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

BR

12'-1"X10'-7"

BR

12'-1"X10'-7"

LR/DR

21'-4"X11'-9"

LR/DR

26'-4"X12'-1"

BR

17'-1"X10'-9"

LR/DR

21'-4"X12'-0"

0BR

13'-9"X16'-10"

BR

13'-9"X9'-8"

LR/DR

26'-4"X10'-0"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

BR

17'-6"X10'-7"

LR/DR

22'-1"X10'-7"

STORAGE

317

SF

10'-0"

5'-
0"

10
'-0

"
80

'-0
"

75'-0"98'-4"61'-2"26'-2" 25'-0"

5'-
0"

5'-
0"

42
'-4

"

9'-
0"

11
'-0

"
5'-

0"
10

'-0
"

98'-4" 60'-0"12'-6"24'-0"13'-6"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

12'-3"X11'-6"

BR

REQ. LIGHT: 14.04 SF
REQ. AIR: 7.02 SF

LR/DR

21'-4"X13'-1"

REQ. LIGHT: 26.98 SF
REQ. AIR: 13.49 SF

0BR

19'-7"X10'-0"

REQ. LIGHT: 19.54 SF
REQ. AIR: 9.77 SF

12'-1"X9'-6"

BR

REQ. LIGHT: 11.44 SF
REQ. AIR: 5.72 SF

LR/DR

17'-1"X12'-1"

REQ. LIGHT: 23.55 SF
REQ. AIR: 11.78 SF

12'-7"X9'-0"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.66 SF

12'-5"X9'-10"

BR

REQ. LIGHT: 12.16 SF
REQ. AIR: 6.08 SF

10'-2"X10'-6"

BR

REQ. LIGHT: 10.68 SF
REQ. AIR: 5.34 SF

9'-3"X11'-2"

BR

REQ. LIGHT: 10.29 SF
REQ. AIR: 5.15 SF

LR/DR

11'-6"X17'-0"

REQ. LIGHT: 19.50 SF
REQ. AIR: 9.75 SF

LR/DR

18'-10"X10'-0"

REQ. LIGHT: 18.83 SF
REQ. AIR: 9.42 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

LR/DR

12'-10"X23'-10"

REQ. LIGHT: 30.49 SF
REQ. AIR: 15.24 SF

10'-0"X11'-4"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.67 SF

LR/DR

16'-9"X21'-4"

REQ. LIGHT: 25.82 SF
REQ. AIR: 12.91 SF

15'-10"X9'-8"

BR

REQ. LIGHT: 15.35 SF
REQ. AIR: 7.67 SF

REQ. LIGHT: 16.93 SF
REQ. AIR: 8.47 SF

REQ. LIGHT: 18.78 SF
REQ. AIR: 9.39 SF

REQ. LIGHT: 15.88 SF
REQ. AIR: 7.94 SF

REQ. LIGHT: 21.36 SF
REQ. AIR: 10.68 SF

REQ. LIGHT: 26.01 SF
REQ. AIR: 13.01 SF

REQ. LIGHT: 13.32 SF
REQ. AIR: 6.66 SF

REQ. LIGHT: 28.57 SF
REQ. AIR: 14.29 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 23.07 SF
REQ. AIR: 11.53 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 28.82 SF
REQ. AIR: 14.41 SF

REQ. LIGHT: 18.37 SF
REQ. AIR: 9.18 SF

REQ. LIGHT: 15.64 SF
REQ. AIR: 7.82 SF

REQ. LIGHT: 21.99 SF
REQ. AIR: 11.00 SF

REQ. LIGHT: 17.46 SF
REQ. AIR: 8.73 SF

REQ. LIGHT: 9.51 SF
REQ. AIR: 4.76 SF

REQ. LIGHT: 23.42 SF
REQ. AIR: 11.71 SF

REQ. LIGHT: 11.35 SF
REQ. AIR: 5.68 SF

REQ. LIGHT: 27.03 SF
REQ. AIR: 13.51 SF
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4

2

4

4

4

14
5'-

5"

58'-0" 23
'-1

"

30
'-1

1"

60'-0"

10
'-0

"

LR/DA/SA

14'-9"X17'-0"

REQ. LIGHT: 25.08 SF
REQ. AIR: 12.54 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

LR/DR

20'-7"X11'-0"

REQ. LIGHT: 22.59 SF
REQ. AIR: 11.30 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

BR

11'-8"X10'-11"

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

BR

10'-0"X10'-9"

REQ. LIGHT: 10.79 SF
REQ. AIR: 5.40 SF

LR/DR

18'-4"X10'-6"

REQ. LIGHT: 19.28 SF
REQ. AIR: 9.64 SF

BR

9'-0"X13'-0"

REQ. LIGHT: 11.74 SF
REQ. AIR: 5.87 SF

BR

8'-6"X11'-6"

REQ. LIGHT: 9.77 SF
REQ. AIR: 4.89 SF

LR/DR

10'-6"X22'-1"

REQ. LIGHT: 23.09 SF
REQ. AIR: 11.55 SF

BR

8'-9"X11'-0"

REQ. LIGHT: 9.65 SF
REQ. AIR: 4.83 SF

BR

11'-10"X10'-0"

REQ. LIGHT: 11.79 SF
REQ. AIR: 5.90 SF

LR/DR

20'-3"X22'-6"

REQ. LIGHT: 43.74 SF
REQ. AIR: 21.87 SF

BR

10'-0"X15'-1"

REQ. LIGHT: 15.11 SF
REQ. AIR: 7.56 SF

BR

10'-0"X13'-11"

REQ. LIGHT: 13.88 SF
REQ. AIR: 6.94 SF

LR/DR

14'-8"X23'-10"

REQ. LIGHT: 34.98 SF
REQ. AIR: 17.49 SF

LR/DA/SA

21'-9"X8'-4"

REQ. LIGHT: 19.64 SF
REQ. AIR: 9.82 SF

64
'-4

"

43'-6"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

LR/DR

12'-8"X10'-1"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

BR

10'-4"X8'-11"

REQ. LIGHT: 9.21 SF
REQ. AIR: 4.61 SF

LR/DR

13'-1"X14'-5"

REQ. LIGHT: 18.86 SF
REQ. AIR: 9.43 SF

BR

10'-7"X12'-5"

REQ. LIGHT: 13.14 SF
REQ. AIR: 6.57 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

14'-8"X11'-0"

REQ. LIGHT: 16.13 SF
REQ. AIR: 8.07 SF

LR

13'-2"X18'-8"

REQ. LIGHT: 24.58 SF
REQ. AIR: 12.29 SF

DR

8'-10"X10'-2"

REQ. LIGHT: 8.94 SF
REQ. AIR: 4.47 SF

55
'-0

"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

0BR

12'-1"X17'-6"

REQ. LIGHT: 20.50 SF
REQ. AIR: 10.25 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF
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0BR

14'-11"X15'-0"

REQ. LIGHT: 23.20 SF
REQ. AIR: 11.60 SF

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.06 SF
REQ. AIR: 11.53 SF

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

9'-11"X16'-1"

REQ. LIGHT: 15.95 SF
REQ. AIR: 7.97 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

BR

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

14'-9"X30'-5"

REQ. LIGHT: 37.87 SF
REQ. AIR: 18.93 SF

64'-8"

92'-4"

36
'-8

"10'-11"X9'-7"

REQ. LIGHT: 10.46 SF
REQ. AIR: 5.23 SF

LR/DR

13'-3"X23'-6"

REQ. LIGHT: 31.17 SF
REQ. AIR: 15.58 SF

BR

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

295'-9"
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S
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S
CM

S
CM

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.13 SF
REQ. AIR: 11.57 SF

S
CM

BR

11'-9"X9'-8"

REQ. LIGHT: 11.36 SF
REQ. AIR: 5.68 SF

S
CM

S
CM

LR/DR

26'-5"X10'-5"

REQ. LIGHT: 24.05 SF
REQ. AIR: 12.03 SF
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MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 95'-4"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 120'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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MECHANICAL

T.O.S. EL. +35'-4"

7007 SF

UP
15R

DN
15R

STAIR M

EXIT SIGN
& LIGHT

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

UP
15R

DN
15R

STAIR X

UP
15R

DN
15R

STAIR J

EXIT SIGN
& LIGHT

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

SUPER'S

OFFICE

T.O.S. EL. +35'-4"

225 SF

SUPER'S

WORKSHOP

T.O.S. EL. +35'-4"

648 SF

LAUNDRY

ROOM

T.O.S. EL. +35'-4"

604 SF

T.O.S. EL. +35'-4"

6500 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 93'-11"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 108'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

BICYCLE STORAGE

ROOM

828 UNITS / 2 = 414
414 X 15 SF = 6,210 SF REQUIRED

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

3RD FLOOR
OVERALL PLAN

3/32" = 1'-0"

3RD FLOOR PLAN1

22 130
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MECHANICAL

520 SF

MECHANICAL

608 SF

MECHANICAL

321 SF
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MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 95'-4"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 120'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"
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MECHANICAL

OPEN TO BELOW

UP
15R

DN
15R

STAIR M

EXIT SIGN
& LIGHT

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

UP
15R

DN
15R

STAIR X

UP
15R

DN
15R

STAIR J

EXIT SIGN
& LIGHT

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

RESIDENTS'

LOUNGE

T.O.S. EL. +55'-8"

1357 SF

PET CARE ROOM

T.O.S. EL. +55'-8"

990 SF

RESIDENTS'

EXERCISE ROOM

T.O.S. EL. +55'-8"

4549 SF

SCREENING

ROOM

T.O.S. EL. +55'-8"

896 SF

AMENITIES

LOBBY

T.O.S. EL. +55'-8"

362 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 104'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 151'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

WOMEN'S

RESTROOM

MEN'S

RESTROOM

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

4TH FLOOR
OVERALL PLAN

3/32" = 1'-0"

4TH FLOOR PLAN1

23 130



BR

9'-8"X9'-8"

LR/DR

14'-3"X20'-5"

BR

11'-10"X11'-3"

BR

11'-5"X11'-0"

BR

10'-4"X11'-6"

BR

11'-2"X9'-8"

BR

12'-2"X8'-8"

LR/DR

16'-8"X11'-7"

BR

11'-10"X11'-3"

BR

12'-2"X10'-0"

LR/DR

18'-0"X12'-1"

BR

13'-3"X11'-1"

BR

11'-0"X11'-1"

LR/DR

18'-11"X13'-2"

FOYER

10'-5"X11'-10"

LR/DR

16'-3"X14'-7"

BR

10'-6"X11'-5"

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

LR/DR

17'-5"X21'-2"

BR

10'-4"X15'-9"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

BR

11'-5"X10'-5"

LR/DR

15'-6"X17'-5"

BR

10'-10"X12'-5"

S
CM

S
CM

DN
15R

STAIR X

EXIT SIGN
& LIGHT

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

UP
15R

DN
15R

STAIR X

UP
15R

DN
15R

STAIR X

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

14
5'-

5"

58'-0" 23
'-1

"

30
'-1

1"

60'-0"

10
'-0

"

LR/DA/SA

14'-9"X17'-0"

LR/DA/SA

15'-8"X14'-5"

LR/DA/SA

15'-8"X14'-5"

LR/DR

16'-3"X11'-7"

BR

14'-8"X10'-0"

BR

14'-6"X10'-0"

LR/DR

20'-7"X11'-0"

BR

14'-6"X10'-0"

BR

11'-8"X10'-11"

BR

10'-0"X10'-9"

LR/DR

18'-4"X10'-6"

BR

9'-0"X13'-0"

BR

8'-6"X11'-6"

LR/DR

10'-6"X22'-1"

BR

8'-9"X11'-0"

BR

11'-10"X10'-0"

LR/DR

20'-3"X22'-6"

BR

10'-0"X15'-1"

BR

10'-0"X13'-11"

LR/DR

14'-8"X23'-10"

LR/DA/SA

21'-9"X8'-4"

64
'-4

"

43'-6"

BR

10'-4"X9'-11"

LR/DR

12'-8"X10'-1"

BR

10'-4"X8'-11"

LR/DR

13'-1"X14'-5"

BR

10'-7"X12'-5"

BR

8'-4"X11'-0"

BR

8'-4"X11'-0"

BR

14'-8"X11'-0"

LR

13'-2"X18'-8"

DR

8'-10"X10'-2"

55
'-0

"

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

0BR

12'-1"X17'-6"

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

MINIMUM DISTANCE BETW
EEN STAIRS = 24'-4"

MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 119'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

89
'-9

"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)TOTAL TRAVEL DISTANCE 104'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 109'-1"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 63'-11"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MI
NI

MU
M 

DI
ST

AN
CE

 B
ET

W
EE

N 
ST

AI
RS

 = 
24

'-4
"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 77'-6"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 86'-7"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 100'-3"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

RESIDENTS'

LOUNGE

T.O.S. EL. +55'-8"

1212 SF

STORAGE

T.O.S. EL. +55'-8"

739 SF

OUTDOOR AMENITY

ROOF TERRACE

TOTAL GROSS AREA: 2152 SF

T.O.S. EL. +54'-8"

SEE LANDSCAPE ARCHITECT DRAWINGS FOR FURTHER
INFORMATION.

"IRMA ROOF" 2" THICK CONCRETE PAVERS ON
PEDESTALS / SHIMS ON 3 1/2" THICK STYROFOAM

INSULATION ON MEMBRANE WATERPROOFING TYP.

DRAINS LOCATED PER PLUMBING DRAWINGS. SEE
PLUMBING DRAWINGS FOR DRAINS/ADDITIONAL

INFORMATION, TYP ON ALL DRAINS

OUTDOOR AMENITY

ROOF TERRACE

TOTAL GROSS AREA: 2152 SF

T.O.S. EL. +54'-8"

SEE LANDSCAPE ARCHITECT DRAWINGS FOR FURTHER
INFORMATION.

"IRMA ROOF" 2" THICK CONCRETE PAVERS ON
PEDESTALS / SHIMS ON 3 1/2" THICK STYROFOAM

INSULATION ON MEMBRANE WATERPROOFING TYP.

DRAINS LOCATED PER PLUMBING DRAWINGS. SEE
PLUMBING DRAWINGS FOR DRAINS/ADDITIONAL

INFORMATION, TYP ON ALL DRAINS

SEE LANDSCAPE ARCHITECT DRAWINGS FOR FURTHER
INFORMATION.

"IRMA ROOF" 2" THICK CONCRETE PAVERS ON
PEDESTALS / SHIMS ON 3 1/2" THICK STYROFOAM

INSULATION ON MEMBRANE WATERPROOFING TYP.

DRAINS LOCATED PER PLUMBING DRAWINGS. SEE
PLUMBING DRAWINGS FOR DRAINS/ADDITIONAL

INFORMATION, TYP ON ALL DRAINS

OUTDOOR AMENITY

ROOF TERRACE

TOTAL GROSS AREA: 3259 SF

T.O.S. EL. +54'-8"

SEE LANDSCAPE ARCHITECT DRAWINGS FOR FURTHER
INFORMATION.

"IRMA ROOF" 2" THICK CONCRETE PAVERS ON
PEDESTALS / SHIMS ON 3 1/2" THICK STYROFOAM

INSULATION ON MEMBRANE WATERPROOFING TYP.

DRAINS LOCATED PER PLUMBING DRAWINGS. SEE
PLUMBING DRAWINGS FOR DRAINS/ADDITIONAL

INFORMATION, TYP ON ALL DRAINS

SEE LANDSCAPE ARCHITECT DRAWINGS FOR FURTHER
INFORMATION.

"IRMA ROOF" 2" THICK CONCRETE PAVERS ON
PEDESTALS / SHIMS ON 3 1/2" THICK STYROFOAM

INSULATION ON MEMBRANE WATERPROOFING TYP.

DRAINS LOCATED PER PLUMBING DRAWINGS. SEE
PLUMBING DRAWINGS FOR DRAINS/ADDITIONAL

INFORMATION, TYP ON ALL DRAINS

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

CHILDREN'S

PLAY AREA

T.O.S. EL. +55'-8"

959 SF

RESIDENTS'

GAME ROOM

T.O.S. EL. +55'-8"

896 SF

AMENITIES

LOBBY

T.O.S. EL. +55'-8"

362 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT TOTAL TRAVEL DISTANCE 152'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

RESIDENTIAL HEALTH CLUB

OPEN TO BELOW

OUTDOOR AMENITY

ROOF TERRACE

TOTAL GROSS AREA: 3259 SF

T.O.S. EL. +54'-8"

OUTDOOR AMENITY

ROOF TERRACE

TOTAL GROSS AREA: 3259 SF

T.O.S. EL. +54'-8"

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

64'-4"

30
'-1

"

36
'-2

"

26'-6"

9'-
0"

BR

15'-2"X10'-6"

LR/DR

19'-1"X11'-2"

BR

10'-7"X9'-0"

BR

15'-8"X12'-3"

BR

13'-8"X11'-5"

LR/DR

17'-6"X12'-7"

LR/DR

16'-1"X14'-7"

BR

10'-2"X11'-2"

0BR

12'-5"X11'-0"

BR

12'-1"X10'-7" 12'-1"X10'-7"

BR LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

BR

12'-1"X10'-7"

BR

12'-1"X10'-7"

LR/DR

21'-4"X11'-9"

LR/DR

26'-4"X12'-1"

BR

17'-1"X10'-9"

LR/DR

21'-4"X12'-0"

0BR

13'-9"X16'-10"

BR

13'-9"X9'-8"

LR/DR

26'-4"X10'-0"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

BR

17'-6"X10'-7"

LR/DR

22'-1"X10'-7"

STORAGE

317

SF

10'-0"

5'-
0"

10
'-0

"
80

'-0
"

75'-0"98'-4"61'-2"26'-2" 25'-0"

5'-
0"

5'-
0"

42
'-4

"

9'-
0"

11
'-0

"
5'-

0"
10

'-0
"

98'-4" 60'-0"12'-6"24'-0"13'-6"

12'-3"X11'-6"

BR

LR/DR

21'-4"X13'-1"

0BR

19'-7"X10'-0" 12'-1"X9'-6"

BR

LR/DR

17'-1"X12'-1"

12'-7"X9'-0"

BR

12'-5"X9'-10"

BR

10'-2"X10'-6"

BR

9'-3"X11'-2"

BR

LR/DR

11'-6"X17'-0"

LR/DR

18'-10"X10'-0"

10'-0"X11'-3"

BR

10'-0"X11'-3"

BR

LR/DR

12'-10"X23'-10"

10'-0"X11'-4"

BR

LR/DR

16'-9"X21'-4"

15'-10"X9'-8"

BR

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM S

CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

BR

15'-7"X13'-4"

BR

8'-8"X11'-5"

BR

9'-0"X11'-5"

LR/DR

13'-3"X22'-6"

BR

10'-9"X12'-3"

BR

13'-10"X10'-10"

LR/DR

18'-10"X15'-0"

LR/DA/SA

12'-9"X14'-11"

LR/DA/SA

15'-0"X24'-0"

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

95
'-4

"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

TOTAL TRAVEL DISTANCE 120'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 124'-10"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

76
'-5

"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

NO ACCESS

MAINTENANCE ROOF

(MAINTENANCE ONLY)

A-139

A

-

1

4

1

A

-

1

4

0

A-141

A

-

1

3

9

A

-

1

3

7

A-137

A-138A

A

-

1

3

8

B

A

-

1

3

8

A

A

-

1

3

9

A

-

1

3

8

B

A

-

1

3

9

A

-

1

4

0

A
-
1

4
1

A
-
1

4
1

A
-
1

3
6

A
-
1

3
6

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

5TH FLOOR
OVERALL PLAN

3/32" = 1'-0"

5TH FLOOR PLAN1

24 130



14
5'-

5"

58'-0" 23
'-1

"

30
'-1

1"

60'-0"

10
'-0

"

LR/DA/SA

14'-9"X17'-0"

LR/DA/SA

15'-8"X14'-5"

LR/DA/SA

15'-8"X14'-5"

LR/DR

16'-3"X11'-7"

BR

14'-8"X10'-0"

BR

14'-6"X10'-0"

LR/DR

20'-7"X11'-0"

BR

14'-6"X10'-0"

BR

11'-8"X10'-11"

BR

10'-0"X10'-9"

LR/DR

18'-4"X10'-6"

BR

9'-0"X13'-0"

BR

8'-6"X11'-6"

LR/DR

10'-6"X22'-1"

BR

8'-9"X11'-0"

BR

11'-10"X10'-0"

LR/DR

20'-3"X22'-6"

BR

10'-0"X15'-1"

BR

10'-0"X13'-11"

LR/DR

14'-8"X23'-10"

LR/DA/SA

21'-9"X8'-4"

64
'-4

"

43'-6"

BR

10'-4"X9'-11"

LR/DR

12'-8"X10'-1"

BR

10'-4"X8'-11"

LR/DR

13'-1"X14'-5"

BR

10'-7"X12'-5"

BR

8'-4"X11'-0"

BR

8'-4"X11'-0"

BR

14'-8"X11'-0"

LR

13'-2"X18'-8"

DR

8'-10"X10'-2"

55
'-0

"

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

0BR

12'-1"X17'-6"

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

BR

9'-8"X9'-8"

LR/DR

14'-3"X20'-5"

BR

11'-10"X11'-3"

BR

11'-5"X11'-0"

BR

10'-4"X11'-6"

BR

11'-2"X9'-8"

BR

12'-2"X8'-8"

LR/DR

16'-8"X11'-7"

BR

11'-10"X11'-3"

BR

12'-2"X10'-0"

LR/DR

18'-0"X12'-1"

BR

13'-3"X11'-1"

BR

11'-0"X11'-1"

LR/DR

18'-11"X13'-2"

FOYER

10'-5"X11'-10"

LR/DR

16'-3"X14'-7"

BR

10'-6"X11'-5"

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

LR/DR

17'-5"X21'-2"

BR

10'-4"X15'-9"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

BR

11'-5"X10'-5"

LR/DR

15'-6"X17'-5"

BR

10'-10"X12'-5"

S
CM

S
CM

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

UP
15R

DN
15R

STAIR X

UP
15R

DN
15R

STAIR J

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

MI
NI

MU
M 

DI
ST

AN
CE

 B
ET

W
EE

N 
ST

AI
RS

 =
 2

4'-
4"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

12
0'-

11
"

MA
X 

PE
RM

IT
TE

D 
12

5'-
0"

 (C
OM

MO
N 

PA
TH

)
MA

X 
PE

RM
IT

TE
D 

20
0'-

0"
 (T

RA
VE

L D
IS

TA
NC

E)
TO

TA
L T

RA
VE
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IS

TA
NC

E 
90

'-9
"

MA
X 

PE
RM

IT
TE

D 
12

5'-
0"

 (C
OM

MO
N 

PA
TH

)
MA

X 
PE

RM
IT

TE
D 

20
0'-

0"
 (T

RA
VE

L D
IS

TA
NC

E)TOTAL TRAVEL DISTANCE 104'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 109'-1"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 63'-11"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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7'-2" 10'-0" 5'-0" 4'-0" 6'-0" 10'-0" 6'-0" 6'-0" 6'-0" 4'-0" 6'-0" 4'-0" 5'-0" 4'-0" 4'-2"

6'-
0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

10'-0"

4'-4"

4'-0"

5'-0"

4'-
4"

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

DN

DN

EXIT SIGN
& LIGHT

EMR

EXIT SIGN
& LIGHT EXIT SIGN

& LIGHT

MECHANICAL FLOOR @ 19TH FLOOR ONLY

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

19TH -21ST FLOOR
OVERALL PLAN

3/32" = 1'-0"

19TH-21ST FLOOR PLAN1

28 130



BR

10'-2"X10'-5"

BR

10'-2"X10'-5"

LR/DR

13'-2"X17'-5"

BR

17'-6"X10'-11"

LR/DR

24'-9"X11'-0"

BR

12'-4"X10'-0"

BR

12'-4"X9'-8"

BR

19'-8"X11'-4"

LR/DR

15'-10"X14'-10"

BR

10'-1"X10'-0"

BR

10'-1"X10'-0"

BR

17'-7"X10'-2"

BR

13'-3"X11'-0"

BR

11'-4"X9'-10"

BR

17'-8"X12'-9"

BR

9'-11"X15'-3"

LR/DR

14'-7"X26'-10"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

MI
NI

MU
M 

DI
ST

AN
CE

 B
ET

W
EE

N 
ST

AI
RS

 =
 2

4'-
4"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 65'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

75
'-8

"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

54'-4"

62
'-6

"

28'-0"

83
'-0

"

37
'-6

"

52'-1"

17
'-0

"

25'-8"

54'-4"

62
'-6

"

28'-0"

83
'-0

"

37
'-6

"

52'-1"

17
'-0

"

25'-8"

64'-4"

51
'-4

"

23
'-0

"

61'-2"

48
'-0

"

53
'-1

0"

19'-1"

17'-2"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 78'-6"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 54'-1"

MAX PERMITTED 125'-0" (C
OMMON PATH)

MAX PERMITTED 200'-0" (T
RAVEL DISTANCE)

BR

15'-10"X10'-0"

BR

9'-6"X10'-7"

BR

9'-6"X10'-7"

LR/DR

16'-9"X13'-5"

FOYER

12'-4"X9'-5"

BR

8'-8"X11'-5"

BR

9'-0"X11'-5"

LR/DR

13'-4"X20'-11"

BR

11'-7"X9'-0"

BR

15'-7"X14'-9"

BR

10'-9"X12'-3"

BR

LR/DR

18'-9"X15'-0"

13'-8"X11'-3"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

BR

S
CM

BR

10'-0"X14'-2"11'-4"X11'-2"

BR

11'-4"X11'-2"

LR/DR

19'-9"X22'-7"

5'-
0"

6'-
0"

5'-
0"

10
'-0

"

4'-
4"

5'-
0"

5'-
0"

10
'-0

"

4'-
0"

7'-
0"

5'-
0"

5'-
0"

6'-
0"

4'-
0"

4'-
0"

5'-
0"

4'-
0"

5'-
0"

4'-
0"

5'-
0"

4'-
0"

4'-
0"

5'-
0"

4'-0" 5'-0" 4'-0" 6'-0"

6'-0" 10'-0" 6'-0" 6'-0" 6'-0" 4'-0" 6'-0" 4'-0" 5'-0" 4'-0" 4'-2"

6'-
0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

10'-0"

4'-4"

4'-
0"

4'-0"5'-0"4'-0"4'-2"

5'-
0"

4'-
0"

4'-
0"

10
'-0

"

6'-
0"

6'-
0"

9'-
10

"

4'-0" 4'-0" 6'-0" 6'-0" 4'-0" 6'-0"

4'-0" 5'-0"

8'-
6"

10
'-0

"
6'-

0"
6'-

0"
6'-

0"
6'-

0"
6'-

0"
6'-

0"
8'-

0"

6'-0" 4'-0" 5'-0" 6'-0" 5'-0" 10'-0" 5'-0" 6'-0" 5'-0"

5'-
0"

10
'-0

"
6'-

0"
6'-

0"
5'-

0"
4'-

0"
5'-

0"
5'-

0"
6'-

0"
5'-

0"
4'-

0"
5'-

0"
6'-

0"
5'-

0"
6'-

0"

6'-0"

6'-0"6'-0" 4'-0"6'-0" 4'-0" 4'-4"

6'-0"

5'-0"

2'-0"2'-8"

7'-
0"

10
'-0

"

11'-0" 6'-0" 6'-0"

5'-
6"

12
'-0

"
5'-

0"
9'-

0"
2'-

0"
4'-

0"

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

22ND -25TH FLOOR
OVERALL PLAN

3/32" = 1'-0"

22ND-25TH FLOOR PLAN1

29 130





+7.5'

+8'

+9'

+10'

+11'

+11'

+10'

+9'

+10'

+9'

+8'

+8'

+11'

+10'

+8'

+9'

+11.66'

+11.66'

EL +8.50'

EL +8.50'

EL +7.66'

EL +7.16'

EL +7.00'

+7.0'

1

A-400

1

A-401

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

BULKHEAD ROOF
OVERALL PLAN

3/32" = 1'-0"

BULKHEAD ROOF PLAN1

31 130



+7.5'

+8'

+8'

+8'

+8'

SE3500 LBS.

UP
37R

SE
3500 LBS.

UP
7R

UP
37R

UP 6R

STAIR GST
AI

R 
E

STAIR E

STAIR G

UP
15R

STAIR K

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

A

-

1

1

3

A

-

1

1

5

A-113

A-114

UP

UP

DN

PARKING RAMP

ENTRANCE

T.O.S. EL. +7'-6"

1849 SF

TRANSFER AREA

T.O.S. EL. +2'-4"

ATTENDANT

PARKING LEVEL P1

(STACKED)

(330) CARS

T.O.S. EL. +2'-4"

2837 SF

SPRINKLERED

BROOM FINISHED

DRY FLOOD PROOFED

PITCH FLOORS TO DRAINS

RETAIL A

ENTRY LEVEL

T.O.S. EL. +8'-0"

4718 SF

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

ATTENDANT

PARKING LEVEL P1

(STACKED)

T.O.S. EL. +0'-6"

BUILDING

STORAGE

T.O.S. EL. +2'-4"

1588 SF

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE
HOSE BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID
FOIL FACED OWENS CORNING FIBERGLASS #703

TO UNDERSIDE OF CEILING

COMPACTOR

ROOM (EAST)

T.O.S. EL. +2'-4"

633 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 101'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 181'-2"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 250'-0" (TRAVEL DISTANCE)

LOADING

DOCK (WEST)

T.O.S. EL. +7'-6"

1201 SF

RAMP UP 1:12

x28 18

x30 14
x30 14

x14 30

x14 30

x28 18

x14 30

x14 30

x28 18

x28 18

x14 30

x16 26

x28 18

x30 14
x30 14

x14 30

x14 30

x28 18

x30 18

x14 30

x14 30

x28 18

x28 18

x14 30

x26 16

x18 28

x18 28

x18 28

x24 14 x24 14 x24 14 x24 14 x24 14

x30 14 x30 14 x30 14 x30 14

x26 16 x26 16 x26 16 x26 16

x16 26

x26 16 x26 16 x26 16x26 16

1430

x30 18 x30 18 x30 18

x30 18 x30 18

x30 18

x30 18

x30 18

x30 18

x30 18

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE
HOSE BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID
FOIL FACED OWENS CORNING FIBERGLASS #703

TO UNDERSIDE OF CEILING

COMPACTOR

ROOM (NORTH)

T.O.S. EL. +7'-0"

307 SF

EXIT SIGN& LIGHT

SERVICE

CORR.

EXIT SIGN
& LIGHT

UNEXCAVATED

TOTAL OF (432) CARS

FROM P1 & P3

5% HANDICAP = 22 CARS

(PER 1106.6 EX 2 - ATTENDED PARKING

SPACES NEED NOT BE DESIGNATED)

 1 VAN FOR EVERY 6 CARS = 4 VANS

ACCESSIBLE
VAN SPACE

ACCESSIBLE
VAN SPACE

ACCESSIBLE
VAN SPACE

HANDICAP TRAVEL AREA

HA
ND

IC
AP

 T
RA

VE
L A

RE
A

HA
ND

IC
AP

 TR
AV

EL
 A

RE
A

HANDICAP TRAVEL AREA

HANDICAP DROP OFF AREA

SLOP SINK

SLOP SINK

COMPACTOR

ROOM

STORAGE

UP
8R

DN RAMP 1:9

DN
 R

AM
P 

1:1
0

UNEXCAVATED

UNEXCAVATED

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

CELLAR FLOOR
ENLARGED PLAN

1/8" = 1'-0"

CELLAR FLOOR ENLARGED PLAN1

32 130



+7.5'

+8'

+8'

+8'

EL +7.66'

UP

SE
3500 LBS.

UP

UP
12R

STAIR C

STAIR A

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

A

-

1

1

5

A

-

1

1

4

A-113

A-114

UP

PARKING RAMP

ENTRANCE

T.O.S. EL. +7'-6"

1849 SF

TRANSFER AREA

T.O.S. EL. +2'-4"

ATTENDANT

PARKING LEVEL P1

(STACKED)

(330) CARS

T.O.S. EL. +2'-4"

2837 SF

SPRINKLERED

BROOM FINISHED

DRY FLOOD PROOFED

PITCH FLOORS TO DRAINS

RETAIL B

ENTRY LEVEL

T.O.S. EL. +8'-0"

4365 SF

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

UNEXCAVATED

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 167'-6"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 250'-0" (TRAVEL DISTANCE)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

15
9'-

6"

MA
X 

PE
RM

ITT
ED

 12
5'-

0" 
(C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

ITT
ED

 20
0'-

0" 
(T

RA
VE

L D
IS

TA
NC

E)

LOADING

DOCK (WEST)

T.O.S. EL. +7'-6"

1201 SF

LOADING

DOCK B

T.O.S. EL. +7'-0"

821 SF

UNEXCAVATED

x28 18

x14 30

x14 30

x14 30

x14 30

x28 18

x30 18

x14 30

x14 30

x14 30

x16 26

x18 28

x18 28

x18 28

x28 18

x28 18

x28 18

x28 18

1430

1828

18281828

1828

1828

3014

2616

2616

2616

3014

x16 26

x30 18 x30 18

x30 18

x30 18

x30 18

x30 18

x30 18

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

ACCESSIBLE
VAN SPACE

TOTAL OF (432) CARS

FROM P1 & P3

5% HANDICAP = 22 CARS

(PER 1106.6 EX 2 - ATTENDED PARKING

SPACES NEED NOT BE DESIGNATED)

 1 VAN FOR EVERY 6 CARS = 4 VANS

ACCESSIBLE
VAN SPACE

ACCESSIBLE
VAN SPACE

ACCESSIBLE
VAN SPACE

HA
ND

IC
AP

 TR
AV

EL
 A

RE
A

HANDICAP TRAVEL AREA

HANDICAP DROP OFF AREA

DN8R
EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

DN8R

UP
28R

STAIR L

EXIT SIGN
& LIGHT

DN RAMP 1:9

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

CELLAR FLOOR
ENLARGED PLAN

1/8" = 1'-0"

CELLAR FLOOR ENLARGED PLAN1

33 130



EL +8.50'

EL +8.50'

EL +7.58'

+7.0'

SE
3500 LBS.

UP

SE
3500 LBS.

UP
15R

STAIR J

UP
12R

STAIR C

UP
15R

STAIR K

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

A

-

1

1

3

A

-

1

1

5

A

-

1

1

5

A

-

1

1

4

RETAIL/RESTAURANT

C

ENTRY LEVEL

T.O.S. EL. +8'-0"

2388 SF

UP

UP

DN

PARKING RAMP

ENTRANCE

T.O.S. EL. +7'-6"

1849 SF

TRANSFER AREA

T.O.S. EL. +2'-4"

ATTENDANT

PARKING LEVEL P1

(STACKED)

(330) CARS

T.O.S. EL. +2'-4"

2837 SF

SPRINKLERED

BROOM FINISHED

DRY FLOOD PROOFED

PITCH FLOORS TO DRAINS

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

(STACKED)

T.O.S. EL. +0'-6"

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

15
9'-

6"

MA
X 

PE
RM

ITT
ED

 12
5'-

0" 
(C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

ITT
ED

 20
0'-

0" 
(T

RA
VE

L D
IS

TA
NC

E)

TOTAL TRAVEL DISTANCE 181'-2"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 250'-0" (TRAVEL DISTANCE)

LOADING

DOCK (WEST)

T.O.S. EL. +7'-6"

1201 SF

x28 18

x14 30

x14 30

x14 30

x28 18

x28 18

x14 30

x16 26

x14 30

x28 18

x30 18

x14 30

x14 30

x14 30

x28 18

x28 18

x14 30

x26 16

x14 30

x30 14

x14 30

x30 14

x14 30

x18 28

x18 28

x16 26

x16 26

x16 26

x18 28

x18 28

x18 28

x24 14 x24 14 x24 14 x24 14

x26 16 x26 16 x26 16

x28 18

x28 18

x28 18

x16 26

x30 18 x30 18

x30 18 x30 18

x30 18

UP

UP

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE
HOSE BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID
FOIL FACED OWENS CORNING FIBERGLASS #703

TO UNDERSIDE OF CEILING

COMPACTOR

ROOM (NORTH)

T.O.S. EL. +7'-0"

307 SF

EXIT SIGN& LIGHT

SERVICE

CORR.

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

UNEXCAVATED

ACCESSIBLE
VAN SPACE

ACCESSIBLE
VAN SPACE

ACCESSIBLE
VAN SPACE

ACCESSIBLE
VAN SPACE

HANDICAP TRAVEL AREA

HA
ND

IC
AP

 T
RA

VE
L A

RE
A

HA
ND

IC
AP

 TR
AV

EL
 A

RE
A

HANDICAP TRAVEL AREA

HANDICAP DROP OFF AREA

SLOP SINK

COMPACTOR

ROOM

STORAGE

DN8R
EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

DN8R

DN RAMP 1:9

DN
 R

AM
P 

1:1
0

UNEXCAVATED

UNEXCAVATED

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

CELLAR FLOOR
ENLARGED PLAN

1/8" = 1'-0"

CELLAR ENLARGED PLAN1

34 130



PE2500 LBS.

SE3500 LBS.

RECYCLING SHELF

STAIR H

UP
23R UP

37R

STAIR GSTAIR F

UP
23R

DN
37R

STAIR E

DN
6R

DN
7R

STAIR G

STAIR E

DN
15R

STAIR K

UP
22R

STAIR L

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

DN
9R

A

-

1

1

6

A

-

1

1

8

A-116

A-117

OPEN TO BELOW

COMMUNITY

FACILITY

T.O.S. EL. +12'-0"

2956 SF

RAMP DN 1:7

RAMP DN 1:7

RAMP UP 1:7

RESIDENTIAL

LOBBY NORTH

T.O.S. EL. +12'-0"

5428 SF

RETAIL EAST

MEZZANINE

T.O.S. EL. +12'-0"

1835 SF

T.O.S. EL. +12'-0"

605 SF

PACKAGE

ROOM

T.O.S. EL. +12'-0"

548 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

RAMP UP 1:12

LOADING DOCK

ENTRANCE BELOW

T.O.S. EL. +7'-6"

COMPACTOR

MECHANICAL

ROOM

T.O.S. EL. +12'-0"

1835 SF

STAGING

T.O.S. EL. +12'-0"

403 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

24
'-3

"
5'-

0"
13

'-0
"

17'-2" 5'-0" 6'-0" 6'-0" 6'-0" 5'-0" 6'-0" 6'-0"

10'-0" 16'-0"

12'-0" 16'-0" 16'-0"

4'-0"

6'-0"

16
'-0

"
18

'-0
"

14
'-0

"

17'-0"

9'-11"

10'-0"

15
'-0

"

3'-8"

7'-3"

6'-0"

15'-0"

4'-0"5'-0"6'-0"5'-0"4'-0"

12'-0" 16'-0" 6'-0" 16'-0"

10
'-0

"

15'-8"17'-10"10'-0"14'-0"10'-0"15'-0"4"

10'-0"

16
'-0

"

25'-0" 18'-0" 24'-0" 15'-8"16'-0" 25'-0"18'-0" 6'-0"43'-4"

9"

1'-6"7'-4" 3'-4"3'-4" 1'-6"

3'-10"

3'-4"
1'-6"

1'-6"

16
'-0

"

7'-0" 6'-4"18'-2"6'-0"

RETAIL A

ENTRY LEVEL

BELOW

T.O.S. EL. +8'-0"

x28 18

x30 14
x30 14

x14 30

x14 30

x28 18

x28 18

x14 30

x14 30

x28 18

x28 18

x14 30

x16 26

x26 16

x28 18

x30 14
x30 14

x14 30

x14 30

x28 18

x30 18

x14 30

x14 30

x28 18

x28 18

x14 30

x16 26

x26 16

x18 28

x18 28

x18 28

x24 14 x24 14 x24 14 x24 14 x24 14

x30 14 x30 14 x30 14 x30 14

x26 16 x26 16 x26 16 x26 16

x16 26

x26 16 x26 16 x26 16x26 16

1430

x30 18 x30 18 x30 18

x30 18 x30 18

x30 18

x30 18

x18 30

x30 18

x18 30

DN

DN

DN

DN

DN

DN

DN

DNDN

DN

DN

DN

DN

MAILROOM

ELECTRICAL

ROOM

ELECTRICAL

ROOM

ELECTRICAL

ROOM

T.O.S. EL. +12'-0"

258 SQ. FT.

DN

DN
8R

T.O.S. EL. +12'-0"

###########

OPEN TO BELOW

OPEN TO BELOW

OPEN TO BELOW

TOTAL TRAVEL DISTANCE 168'-3"

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 156'-3"
MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

DN

GAS METER

ROOM

T.O.S. EL. +12'-0"

219 SF

WATER/SEWAGE

METER ROOM

T.O.S. EL. +12'-0"

272 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

DN

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

GROUND FLOOR
ENLARGED PLAN

1/8" = 1'-0"

GROUND FLOOR ENLARGED PLAN1
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PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

SE
3500 LBS.

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

SE
3500 LBS.

UP
15R

STAIR L

STAIR D
UP

23R

DN

UP

STAIR C

DN
12R

STAIR C

UP
28R

STAIR L

STAIR A

UP
19R

STAIR B

UP
22R

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

A

-

1

1

7

A

-

1

1

8

A-116

A-117

RAMP DN 1:7

RAMP UP 1:7

RETAIL/RESTAURANT

WEST

T.O.S. EL. +12'-0"

6182 SF

RESIDENTIAL

LOBBY SOUTH

T.O.S. EL. +12'-0"

6785 SF

RETAIL B

ENTRY LEVEL

BELOW

RETAIL B

MEZZANINE

T.O.S. EL. +12'-0"

11796 SF

T.O.S. EL. +8'-0"

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE
HOSE BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID
FOIL FACED OWENS CORNING FIBERGLASS #703

TO UNDERSIDE OF CEILING

COMPACTOR

ROOM (SOUTH)

T.O.S. EL. +12'-0"

508 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

ELECTRICAL

ROOM

T.O.S. EL. +12'-0"

664 SF

LOADING DOCK

ENTRANCE BELOW

T.O.S. EL. +7'-0"

STAGING

T.O.S. EL. +12'-0"

451 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

LOADING DOCK

ENTRANCE BELOW

T.O.S. EL. +7'-6"

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE HOSE
BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID FOIL
FACED OWENS CORNING FIBERGLASS #703 TO

UNDERSIDE OF CEILING

COMPACTOR

ROOM (WEST)

T.O.S. EL. +12'-0"

497 SF

MECHANICAL

ROOM

T.O.S. EL. +12'-0"

1835 SF

STAGING

T.O.S. EL. +12'-0"

403 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

10'-0" 16'-0"

12'-0" 16'-0"

17
'-0

"
5'-

0"
45

'-0
"

16'-0"

4'-0"

6'-0"

17'-0"

9'-11"

10'-0"

15
'-0

"
16

'-0
"

6'-
0"

7'-
5"

5'-
0"

18
'-1

"

16'-0"

16'-0"

6'-0"

16'-0"

10'-0"

9'-2"7'-4"6'-2" 3'-10"

3'-8"

7'-3"

3'-8"

6'-0"

15'-0"

6'-0"

17'-0"

6'-0"

17'-0"

33'-0"

10'-0"

10'-0"

6'-0"

10'-0"

6'-0"

10'-0"

6'-0"

10'-0"

6'-0"

10'-0"

6'-0"

10'-0"

5'-0"

5'-5"

15'-0"

14
'-0

"

13
'-1

"

9"

16'-0"

6'-0"

18'-1"

3'-4"

3'-1"

3'-4" 1'-6" 1'-6" 3'-4"

3'-10"

3'-4"
1'-6"

3'-10"

3'-4"

1'-6"

6'-
0"

5'-
0"

6'-
0"

17
'-0

"

WATER/

SEWAGE

METER

ROOM

T.O.S. EL. +12'-0"

169 SF

PACKAGE

ROOM

T.O.S. EL. +12'-0"

584 SF

x28 18

x28 18

x14 30

x14 30

x14 30

x14 30

x28 18

x30 18

x14 30

x14 30

x16 26

x18 28

x18 28

x18 28

x28 18

x28 18

x28 18

x28 18

1430

1828

18281828

1828

1828

3014

2616

2616

2616

2616

x16 26

x30 18 x30 18

x30 18

x30 18

x18 30

x30 18

x18 30

DN

DN

DN

DNDN

DN

DN

DN

DN

ELECTRICAL

ROOM

T.O.S. EL. +12'-0"

418 SF

DN
8R

DN
8R

TOTAL TRAVEL DISTANCE 173'-6"
MAX PERMITTED 75'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 152'-2"

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

17
6'-

9"

MA
X 

PE
RM

ITT
ED

 20
0'-

0" 
(T

RA
VE

L D
IS

TA
NC

E)

SLOP SINK

SLOP SINK

DN
9R

DN

REFUSE

STORAGE

T.O.S. EL. +12'-0"

326 SF

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

GROUND FLOOR
ENLARGED PLAN

1/8" = 1'-0"

GROUND FLOOR ENLARGED PLAN1
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UP
22R

DN
15R

STAIR J

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

SE
3500 LBS.

STAIR D
UP

23R

DN

UP

STAIR C

DN
12R

STAIR C

DN
15R

STAIR K

UP
22R

STAIR L

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

DN
9R

A

-

1

1

6

A

-

1

1

8

OPEN TO BELOW

RAMP DN 1:7

RAMP DN 1:7

RAMP UP 1:7

RETAIL/RESTAURANT

C ENTRY LEVEL

BELOW

T.O.S. EL. +7'-9"

RETAIL/RESTAURANT

WEST

T.O.S. EL. +12'-0"

6182 SF

RETAIL B

MEZZANINE

T.O.S. EL. +12'-0"

11796 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

TENANT INTERIOR LAYOUT TO

BE FILED UNDER A SEPARATE

APPLICATION

LOADING DOCK

ENTRANCE BELOW

T.O.S. EL. +7'-6"

PROVIDE AT LEAST 2 SPRINKLER HEADS, ONE HOSE
BIB AND FLOOR DRAIN.

PROVIDE CUSTOM SORTER TO ALLOW FOR
DISTRIBUTION TO MULTIPLE COMPACTORS

LAMINATE OR MECHANICALLY FASTEN 2" RIGID FOIL
FACED OWENS CORNING FIBERGLASS #703 TO

UNDERSIDE OF CEILING

COMPACTOR

ROOM (WEST)

T.O.S. EL. +12'-0"

497 SF

MECHANICAL

ROOM

T.O.S. EL. +12'-0"

1835 SF

STAGING

T.O.S. EL. +12'-0"

403 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

17'-0"

9'-11"

3'-8"

7'-3"

6'-0"

15'-0"

17'-10"10'-0"14'-0"10'-0"15'-0"4"

4'-
0"

10
'-0

"

10
'-0

"

4'-
0"

14'-4"

10'-0"

17'-0"

10'-0"

5'-0"

17'-0"

6'-0"

6'-0"

6'-0"

17'-0"

6'-0"

6'-0"

17'-0"

33'-0"

10'-0"

10'-0"

9"

14'-4"

23'-11"

3'-10"

3'-4"
1'-6"

1'-6"

27
'-0

"

x28 18

x28 18

x14 30

x14 30

x14 30

x28 18

x28 18

x14 30

x16 26

x26 16

x14 30

x28 18

x30 18

x14 30

x14 30

x28 18

x28 18

x14 30

x16 26

x26 16

x14 30

x30 14

x14 30

x30 14

x14 30

x18 28

x18 28

x16 26

x16 26

x16 26

x18 28

x18 28

x18 28

x24 14 x24 14 x24 14 x24 14

x26 16 x26 16 x26 16

x28 18

x28 18

x16 26

x30 18 x30 18

x30 18 x30 18

x30 18

DN

DN

DN

DN

DN

DN

DN

ELECTRICAL

ROOM

T.O.S. EL. +12'-0"

418 SF

ELECTRICAL

ROOM

T.O.S. EL. +12'-0"

258 SQ. FT.

DN

DN
8R

DN
8R

TOTAL TRAVEL DISTANCE 173'-6"
MAX PERMITTED 75'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 152'-2"

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 156'-3"
MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

SLOP SINK

GAS METER

ROOM

T.O.S. EL. +12'-0"

219 SF

WATER/SEWAGE

METER ROOM

T.O.S. EL. +12'-0"

272 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

T.O.S. EL. +7'-6"

DN

REFUSE

STORAGE

T.O.S. EL. +12'-0"

326 SF

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

GROUND  FLOOR
ENLARGED PLAN

1/8 = 1'-0"

GROUND FLOOR ENLARGED PLAN1
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BR

15'-2"X10'-6"

LR/DR

19'-1"X11'-2"

BR

12'-1"X10'-7"

BR

12'-1"X10'-7"

LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X12'-0"

0BR

13'-9"X16'-10"

BR

13'-9"X9'-8"

LR/DR

26'-4"X10'-0"

0BR

X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

BR

17'-6"X10'-7"

LR/DR

22'-1"X10'-7"

STORAGE

317

SF

10'-0"75'-0"98'-4" 25'-0"

5'-
0"

9'-
0"

11
'-0

"
5'-

0"
10

'-0
"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

12'-3"X11'-6"

BR

REQ. LIGHT: 14.04 SF
REQ. AIR: 7.02 SF

LR/DR

21'-4"X13'-1"

REQ. LIGHT: 26.98 SF
REQ. AIR: 13.49 SF

0BR

19'-7"X10'-0"

REQ. LIGHT: 19.54 SF
REQ. AIR: 9.77 SF

12'-1"X9'-6"

BR

REQ. LIGHT: 11.44 SF
REQ. AIR: 5.72 SF

LR/DR

17'-1"X12'-1"

REQ. LIGHT: 23.55 SF
REQ. AIR: 11.78 SF

12'-7"X9'-0"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.66 SF

12'-5"X9'-10"

BR

REQ. LIGHT: 12.16 SF
REQ. AIR: 6.08 SF

10'-2"X10'-6"

BR

REQ. LIGHT: 10.68 SF
REQ. AIR: 5.34 SF

9'-3"X11'-2"

BR

REQ. LIGHT: 10.29 SF
REQ. AIR: 5.15 SF

LR/DR

11'-6"X17'-0"

REQ. LIGHT: 19.50 SF
REQ. AIR: 9.75 SF

LR/DR

18'-10"X10'-0"

REQ. LIGHT: 18.83 SF
REQ. AIR: 9.42 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

LR/DR

12'-10"X23'-10"

REQ. LIGHT: 30.49 SF
REQ. AIR: 15.24 SF

10'-0"X11'-4"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.67 SF

LR/DR

16'-9"X21'-4"

REQ. LIGHT: 25.82 SF
REQ. AIR: 12.91 SF

15'-10"X9'-8"

BR

REQ. LIGHT: 15.35 SF
REQ. AIR: 7.67 SF

REQ. LIGHT: 16.93 SF
REQ. AIR: 8.47 SF

REQ. LIGHT: 18.78 SF
REQ. AIR: 9.39 SF

REQ. LIGHT: 15.88 SF
REQ. AIR: 7.94 SF

REQ. LIGHT: 21.36 SF
REQ. AIR: 10.68 SF

REQ. LIGHT: 26.01 SF
REQ. AIR: 13.01 SF

REQ. LIGHT: 13.32 SF
REQ. AIR: 6.66 SF

REQ. LIGHT: 28.57 SF
REQ. AIR: 14.29 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 23.07 SF
REQ. AIR: 11.53 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF S

CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM S

CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4 4 4 4 4 4 4

4

4

4

4444

323

3

3
4 4 4 4

6 6

6

6 6

4

3 3 333 3

4

4

3

3

52

2

2

2

2

22

4 4 4 4 4

4

4

4

2

2

2

2

2

2

2

2

2

6 6 6

6

2

2

2

2

2

2

2

2

2

22

22
2

6 6 6

6

6

6

5

5

2

66

4

44

12

8

8

11

4

2

4

4

4

A
-
1

2
4

A
-
1

2
4

A
-
1

1
9

A
-
1

1
9

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 95'-4"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 120'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

x28 18

x30 14
x30 14

x14 30

x14 30

x28 18

x30 14
x30 14

x14 30

x14 30

x24 14 x24 14 x24 14

x14 x30 14 x30 14

x26 16 x26 16

x16 26

x26 16 x26 16x26 16

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

2ND FLOOR
ENLARGED PLAN

1/4" = 1'-0"

2ND FLOOR ENLARGED PLAN1

38 130



0BR

14'-11"X15'-0"

REQ. LIGHT: 23.20 SF
REQ. AIR: 11.60 SF

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.06 SF
REQ. AIR: 11.53 SF

9'-11"X16'-1"

REQ. LIGHT: 15.95 SF
REQ. AIR: 7.97 SF

 SF
 SF

BR

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

14'-9"X30'-5"

REQ. LIGHT: 37.87 SF
REQ. AIR: 18.93 SF

64'-8"

S
CM

S
CM

S
CM

S
CM

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.13 SF
REQ. AIR: 11.57 SF

S
CM

BR

11'-9"X9'-8"

REQ. LIGHT: 11.36 SF
REQ. AIR: 5.68 SF

S
CM

S
CM

LR/DR

26'-5"X10'-5"

REQ. LIGHT: 24.05 SF
REQ. AIR: 12.03 SF

3444

4

2

2

222

2 2 2 2

2

2

22

6 6 6 6

4

444

4

3

4

3

2

2

6

6

2

2

60'-0"

10
'-0

"

LR/DA/SA

14'-9"X17'-0"

REQ. LIGHT: 25.08 SF
REQ. AIR: 12.54 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

BR

11'-8"X10'-11"

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

BR

10'-0"X10'-9"

REQ. LIGHT: 10.79 SF
REQ. AIR: 5.40 SF

LR/DR

18'-4"X10'-6"

REQ. LIGHT: 19.28 SF
REQ. AIR: 9.64 SF

BR

9'-0"X13'-0"

REQ. LIGHT: 11.74 SF
REQ. AIR: 5.87 SF

BR

8'-6"X11'-6"

REQ. LIGHT: 9.77 SF
REQ. AIR: 4.89 SF

LR/DR

10'-6"X22'-1"

REQ. LIGHT: 23.09 SF
REQ. AIR: 11.55 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

4

3

2

2

2

2

2

2

2

3 32 4

2 4

4
4

4

4
4

6

2

2
2

2
2

2

2

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

SE
3500 LBS.

RECYCLING SHELF

UP DN

DN UP

ELECTRICAL CLOSET
AND EXPRESS RISER LOCATION

UP
15R

DN
15R

STAIR X

A

-

1

2

2

A

-

1

2

0

A-120

A-121A

OPEN TO BELOW

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

12
0'-

9"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

MI
NI

MU
M 

DI
ST

AN
CE

 B
ET

W
EE

N 
ST

AI
RS

 =
 2

4'-
6"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 91'-0"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 124'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

x28 18

x28 18

1430

1828

18281828

1828

1828

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

2ND FLOOR
ENLARGED PLAN

1/4" = 1'-0"

2ND FLOOR ENLARGED PLAN1
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36
'-8

"

10'-11"X9'-7"

REQ. LIGHT: 10.46 SF
REQ. AIR: 5.23 SF

LR/DR

13'-3"X23'-6"

REQ. LIGHT: 31.17 SF
REQ. AIR: 15.58 SF

BR

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

S
CM

S
CM

S
CM

4

3

2

2

2

2

2

4

6

6

6

58'-0"

23
'-1

"

30
'-1

1"

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

LR/DR

20'-7"X11'-0"

REQ. LIGHT: 22.59 SF
REQ. AIR: 11.30 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

BR

8'-9"X11'-0"

REQ. LIGHT: 9.65 SF
REQ. AIR: 4.83 SF

BR

11'-10"X10'-0"

REQ. LIGHT: 11.79 SF
REQ. AIR: 5.90 SF

LR/DR

20'-3"X22'-6"

REQ. LIGHT: 43.74 SF
REQ. AIR: 21.87 SF

BR

10'-0"X15'-1"

REQ. LIGHT: 15.11 SF
REQ. AIR: 7.56 SF

BR

10'-0"X13'-11"

REQ. LIGHT: 13.88 SF
REQ. AIR: 6.94 SF

LR/DR

14'-8"X23'-10"

REQ. LIGHT: 34.98 SF
REQ. AIR: 17.49 SF

43'-6"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

3

3

3

2

2

4
4

4
4

4

4

4

4

2

2

3

2

2

6

5

5

2

5

6

2

2

2

RECYCLING SHELFUP
15R

DN
28R

STAIR M

A-120

A-121A

A

-

1

2

1

B

A

-

1

2

1

A

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

12
0'-

9"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

x28 18

x28 18

1828

1828

3014

2616

2616

2616

3014

10'-11"X9'-7"

REQ. LIGHT: 10.46 SF
REQ. AIR: 5.23 SF

LR/DR

13'-3"X23'-6"

REQ. LIGHT: 31.17 SF
REQ. AIR: 15.58 SF

BR

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

3

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

4

4

6

6

6

6

6

6

STAIR M

A

-

1

2

1

B

A

-

1

2

1

A

A

-

1

2

2

A

-

1

2

1

B

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

x28 18

x28 18

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

2ND FLOOR
ENLARGED PLAN

1/4" = 1'-0"

2ND FLOOR ENLARGED PLAN1
40 130



0BR

14'-11"X15'-0"

REQ. LIGHT: 23.06
REQ. AIR: 11.53

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

9'-11"X16'-1"

REQ. LIGHT: 15.95 SF
REQ. AIR: 7.97 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

BR

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

14'-9"X30'-5"

REQ. LIGHT: 37.87 SF
REQ. AIR: 18.93 SF

92'-4"

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF

295'-9"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

2

4

4

4

3

4

3

4

3

2

2

2

2

2

2

2

2

6

6

6

2

2

4

4

4

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

4

4

4

4

6

6

6

6

6

6

0BR

12'-1"X17'-6"

REQ. LIGHT: 20.50 SF
REQ. AIR: 10.25 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

6

4

4

3

3

2
2

2
2

2

6

6

6

PE
2500 LBS.

PE
2500 LBS.

PE
2500 LBS.

SE
3500 LBS.

RECYCLING SHELF

UP

DN

DN

UP

ELECTRICAL CLOSET

AND EXPRESS RISER LOCATION

DN
28R

STAIR M
A-122

A

-

1

2

2

A

-

1

2

0

A

-

1

2

2

A

-

1

2

3

OPEN TO BELOW

95'-2"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 113'-9"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MI
NI

MU
M 

DI
ST

AN
CE

 B
ET

W
EE

N 
ST

AI
RS

 = 
24

'-4
"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 104'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 101'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

LR/DR

17'-3"X10'-1"

REQ. LIGHT: 17.51 SF
REQ. AIR: 8.75 SF

S
CM

S
CM

BR

15'-7"X9'-6"

REQ. LIGHT: 14.80 SF
REQ. AIR: 7.40 SF

x14 30

x28 18

x28 18

x14 30

x14 30

x14 30

x14 30

x28 18

x30 18

x14 30

x14 30

x14 30

x28 18

x28 18

x28 18

x28 18

1828

x16 26

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

2ND FLOOR
ENLARGED PLAN

1/4" = 1'-0"

2ND FLOOR ENLARGED PLAN1
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0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

295'-9"

S
CM 2

2

LR/DA/SA

21'-9"X8'-4"

REQ. LIGHT: 19.64 SF
REQ. AIR: 9.82 SF

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

LR/DR

12'-8"X10'-1"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

BR

10'-4"X8'-11"

REQ. LIGHT: 9.21 SF
REQ. AIR: 4.61 SF

LR/DR

13'-1"X14'-5"

REQ. LIGHT: 18.86 SF
REQ. AIR: 9.43 SF

BR

10'-7"X12'-5"

REQ. LIGHT: 13.14 SF
REQ. AIR: 6.57 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

14'-8"X11'-0"

REQ. LIGHT: 16.13 SF
REQ. AIR: 8.07 SF

LR

13'-2"X18'-8"

REQ. LIGHT: 24.58 SF
REQ. AIR: 12.29 SF

DR

8'-10"X10'-2"

REQ. LIGHT: 8.94 SF
REQ. AIR: 4.47 SF

55
'-0

"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

0BR

12'-1"X17'-6"

REQ. LIGHT: 20.50 SF
REQ. AIR: 10.25 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

2

2

3

2

2

2

2

2

2

2

4

4

4

4

4

4

4

4

4

6

4

4

4

4

4

4

3

3

3

3

3

3

2
2

2
2

2

2

2
2

2

2

2

2

2

2

2

6

6

6

6

6

6

6

6

5

UP
15R

DN
8R

STAIR J
+25'-8"

+20'-8"

DN
14R

A

-

1

2

4

A

-

1

2

3

A

-

1

2

2

A

-

1

2

3

TOTAL TRAVEL DISTANCE 95'-2"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 113'-9"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

x14 30

x14 30

x14 30

x14 30

x14 30

x14 30

x14 30

x14 30

x14 30

x30 14

x14 30

x14 30

x18 28

x18 28

x16 26

x16 26

x16 26

x18 28

x18 28

x18 28

x16 26

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

2ND FLOOR
ENLARGED PLAN

1/4" = 1'-0"

2ND FLOOR ENLARGED PLAN1
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BR

10'-7"X9'-0"

BR

15'-8"X12'-3"

BR

13'-8"X11'-5"

LR/DR

17'-6"X12'-7"

LR/DR

16'-1"X14'-7"

BR

10'-2"X11'-2"

0BR

12'-5"X11'-0"

BR

12'-1"X10'-7" 12'-1"X10'-7"

BR LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

LR/DR

26'-4"X12'-1"

BR

17'-1"X10'-9"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

5'-
0"

42
'-4

"

98'-4"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 22.44
REQ. AIR: 11.22 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 28.82 SF
REQ. AIR: 14.41 SF

REQ. LIGHT: 18.37 SF
REQ. AIR: 9.18 SF

REQ. LIGHT: 15.64 SF
REQ. AIR: 7.82 SF

REQ. LIGHT: 21.99 SF
REQ. AIR: 11.00 SF

REQ. LIGHT: 17.46 SF
REQ. AIR: 8.73 SF

REQ. LIGHT: 9.51 SF
REQ. AIR: 4.76 SF

REQ. LIGHT: 23.42 SF
REQ. AIR: 11.71 SF

REQ. LIGHT: 11.35 SF
REQ. AIR: 5.68 SF

REQ. LIGHT: 27.03 SF
REQ. AIR: 13.51 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4 4

4 4 4

4444

4 4 4

23

4

4

4

3 3

3 3

22

22

2

4 4

5

6

6

222

222

2

2 2

22

6

6 66

666

6

A
-
1
2

4

A
-
1

2
4

A
-
1

1
9

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

DN
22R

STAIR L

A-122

A

-

1

2

4

A

-

1

2

3

A-124

A
-
1
1

9

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 124'-10"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

60
'-9

"

MA
X 

PE
RM

IT
TE

D 
12

5'-
0"

 (C
OM

MO
N 

PA
TH

)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

MECHANICAL

470 SF

x28 18

x28 18

x14 30

x16 26

x26 16

x28 18

x28 18

x14 30

x16 26

x26 16

x18 28

x18 28

x24 14 x24 14 x24 14

x30 14 x30 14

x26 16 x26 16

x16 26

x26 16 x26 16

OPEN TO BELOW

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

2ND FLOOR
ENLARGED PLAN

1/4" = 1'-0"

2ND FLOOR ENLARGED PLAN1
43 130



BR

15'-2"X10'-6"

LR/DR

19'-1"X11'-2"

BR

12'-1"X10'-7"

BR

12'-1"X10'-7"

LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X12'-0"

0BR

13'-9"X16'-10"

BR

13'-9"X9'-8"

LR/DR

26'-4"X10'-0"

0BR

X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

BR

17'-6"X10'-7"

LR/DR

22'-1"X10'-7"

STORAGE

317

SF

10'-0"75'-0"98'-4" 25'-0"

5'-
0"

9'-
0"

11
'-0

"
5'-

0"
10

'-0
"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

12'-3"X11'-6"

BR

REQ. LIGHT: 14.04 SF
REQ. AIR: 7.02 SF

LR/DR

21'-4"X13'-1"

REQ. LIGHT: 26.98 SF
REQ. AIR: 13.49 SF

0BR

19'-7"X10'-0"

REQ. LIGHT: 19.54 SF
REQ. AIR: 9.77 SF

12'-1"X9'-6"

BR

REQ. LIGHT: 11.44 SF
REQ. AIR: 5.72 SF

LR/DR

17'-1"X12'-1"

REQ. LIGHT: 23.55 SF
REQ. AIR: 11.78 SF

12'-7"X9'-0"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.66 SF

12'-5"X9'-10"

BR

REQ. LIGHT: 12.16 SF
REQ. AIR: 6.08 SF

10'-2"X10'-6"

BR

REQ. LIGHT: 10.68 SF
REQ. AIR: 5.34 SF

9'-3"X11'-2"

BR

REQ. LIGHT: 10.29 SF
REQ. AIR: 5.15 SF

LR/DR

11'-6"X17'-0"

REQ. LIGHT: 19.50 SF
REQ. AIR: 9.75 SF

LR/DR

18'-10"X10'-0"

REQ. LIGHT: 18.83 SF
REQ. AIR: 9.42 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

LR/DR

12'-10"X23'-10"

REQ. LIGHT: 30.49 SF
REQ. AIR: 15.24 SF

10'-0"X11'-4"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.67 SF

LR/DR

16'-9"X21'-4"

REQ. LIGHT: 25.82 SF
REQ. AIR: 12.91 SF

15'-10"X9'-8"

BR

REQ. LIGHT: 15.35 SF
REQ. AIR: 7.67 SF

REQ. LIGHT: 16.93 SF
REQ. AIR: 8.47 SF

REQ. LIGHT: 18.78 SF
REQ. AIR: 9.39 SF

REQ. LIGHT: 15.88 SF
REQ. AIR: 7.94 SF

REQ. LIGHT: 21.36 SF
REQ. AIR: 10.68 SF

REQ. LIGHT: 26.01 SF
REQ. AIR: 13.01 SF

REQ. LIGHT: 13.32 SF
REQ. AIR: 6.66 SF

REQ. LIGHT: 28.57 SF
REQ. AIR: 14.29 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 23.07 SF
REQ. AIR: 11.53 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF S

CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM S

CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4 4 4 4 4 4 4

4

4

4

4444

323

3

3
4 4 4 4

6 6

6

6 6

4

3 3 333 3

4

4

3

3

52

2

2

2

2

22

4 4 4 4 4

4

4

4

2

2

2

2

2

2

2

2

2

6 6 6

6

2

2

2

2

2

2

2

2

2

22

22
2

6 6 6

6

6

6

5

5

2

66

4

44

12

8

8

11

4

2

4

4

4

A
-
1
3

0

A
-
1

3
0

A
-
1

2
5

A
-
1
2

5

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 95'-4"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 120'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

x28 18

x30 14
x30 14

x14 30

x14 30

x24 14 x24 14 x24 14

x14 x30 14 x30 14

x26 16 x26 16

x16 26

x26 16 x26 16x26 16

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

3RD FLOOR
ENLARGED PLAN

1/4" = 1'-0"

3RD FLOOR ENLARGED PLAN1

44 130



60'-0"

10
'-0

"

LR/DA/SA

14'-9"X17'-0"

REQ. LIGHT: 25.08 SF
REQ. AIR: 12.54 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

BR

11'-8"X10'-11"

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

BR

10'-0"X10'-9"

REQ. LIGHT: 10.79 SF
REQ. AIR: 5.40 SF

LR/DR

18'-4"X10'-6"

REQ. LIGHT: 19.28 SF
REQ. AIR: 9.64 SF

BR

9'-0"X13'-0"

REQ. LIGHT: 11.74 SF
REQ. AIR: 5.87 SF

BR

8'-6"X11'-6"

REQ. LIGHT: 9.77 SF
REQ. AIR: 4.89 SF

LR/DR

10'-6"X22'-1"

REQ. LIGHT: 23.09 SF
REQ. AIR: 11.55 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

4

3

2

2

2

2

2

2

2

3 32 4

2 4

4
4

4

4
4

6

2

2
2

2
2

2

2

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.20 SF
REQ. AIR: 11.60 SF

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.06 SF
REQ. AIR: 11.53 SF

LR/DR

17'-1"

26.60 SF
13.30 SF

9'-11"X16'-1"

REQ. LIGHT: 15.95 SF
REQ. AIR: 7.97 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

BR

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

14'-9"X30'-5"

REQ. LIGHT: 37.87 SF
REQ. AIR: 18.93 SF

64'-8"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.13 SF
REQ. AIR: 11.57 SF

S
CM

BR

11'-9"X9'-8"

REQ. LIGHT: 11.36 SF
REQ. AIR: 5.68 SF

S
CM

S
CM

LR/DR

26'-5"X10'-5"

REQ. LIGHT: 24.05 SF
REQ. AIR: 12.03 SF

3444

4

2

2

222

2 2 2 2

2

2

22

6 6 6 6

4

444

4

4

4

3

4

3

2

2

2

2

2

6

6

2

2

4

A

-

1

2

8

A

-

1

2

6

A-126

A-127A

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

12
0'-

9"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

MI
NI

MU
M 

DI
ST

AN
CE

 B
ET

W
EE

N 
ST

AI
RS

 =
 2

4'-
6"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 91'-0"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 104'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 124'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

PE
2500 LBS.

PE
2500 LBS.

UP
15R

DN
15R

STAIR X

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

T.O.S. EL. +35'-4"

6500 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 93'-11"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

BICYCLE STORAGE

ROOM

828 UNITS / 2 = 414
414 X 15 SF = 6,210 SF REQUIRED

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

x

x

x

x

18

x28 18

x28 18

x28 18

1430

1828

18281828

1828

1828

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

3RD FLOOR
ENLARGED PLAN

1/4" = 1'-0"

3RD FLOOR ENLARGED PLAN1

45 130



58'-0"

23
'-1

"

30
'-1

1"

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

LR/DR

20'-7"X11'-0"

REQ. LIGHT: 22.59 SF
REQ. AIR: 11.30 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

BR

8'-9"X11'-0"

REQ. LIGHT: 9.65 SF
REQ. AIR: 4.83 SF

BR

11'-10"X10'-0"

REQ. LIGHT: 11.79 SF
REQ. AIR: 5.90 SF

LR/DR

20'-3"X22'-6"

REQ. LIGHT: 43.74 SF
REQ. AIR: 21.87 SF

BR

10'-0"X15'-1"

REQ. LIGHT: 15.11 SF
REQ. AIR: 7.56 SF

BR

10'-0"X13'-11"

REQ. LIGHT: 13.88 SF
REQ. AIR: 6.94 SF

LR/DR

14'-8"X23'-10"

REQ. LIGHT: 34.98 SF
REQ. AIR: 17.49 SF

43'-6"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

3

3

3

2

2

4
4

4
4

4

4

4

4

2

2

3

2

2

6

5

5

2

5

6

2

2

2

36
'-8

"

10'-11"X9'-7"

REQ. LIGHT: 10.46 SF
REQ. AIR: 5.23 SF

LR/DR

13'-3"X23'-6"

REQ. LIGHT: 31.17 SF
REQ. AIR: 15.58 SF

BR

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

S
CM

S
CM

S
CM

4

3

2

2

2

2

2

4

6

6

6

A-126

A-127A

A

-

1

2

7

B

A

-

1

2

7

A

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

12
0'-

9"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

UP
15R

DN
15R

STAIR M

EXIT SIGN
& LIGHT

UP
15R

EXIT SIGN
& LIGHT

T.O.S. EL. +35'-4"

6500 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 93'-11"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

BICYCLE STORAGE

ROOM

828 UNITS / 2 = 414
414 X 15 SF = 6,210 SF REQUIRED

x

x28 18

x28 18

1828

1828

3014

2616

2616

2616

3014

10'-11"X9'-7"

REQ. LIGHT: 10.46 SF
REQ. AIR: 5.23 SF

LR/DR

13'-3"X23'-6"

REQ. LIGHT: 31.17 SF
REQ. AIR: 15.58 SF

BR

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

3

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

4

4

6

6

6

6

6

6

A

-

1

2

7

B

A

-

1

2

7

A

A

-

1

2

8

A

-

1

2

7

B

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

EXIT SIGN
& LIGHT

x

x

x

x28 18

x28 18

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

3RD FLOOR
ENLARGED PLAN

1/4" = 1'-0"

3RD FLOOR ENLARGED PLAN1

46 130



0BR

19'-1"X15'-7"

REQ. LIGHT: 29.19 SF
REQ. AIR: 14.60 SF

0BR

19'-1"X15'-1"

REQ. LIGHT: 28.18 SF
REQ. AIR: 14.09 SF

MECHANICAL

520 SF

S
CM

S
CM

4

2

2

2

4

4

4

4

6

0BR

12'-1"X17'-6"

REQ. LIGHT: 20.50 SF
REQ. AIR: 10.25 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

6

4

4

3

3

2
2

2
2

2

6

6

6

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.06
REQ. AIR: 11.53

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

9'-11"X16'-1"

REQ. LIGHT: 15.95 SF
REQ. AIR: 7.97 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

BR

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

14'-9"X30'-5"

REQ. LIGHT: 37.87 SF
REQ. AIR: 18.93 SF

92'-4"

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

295'-9"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

2

4

4

4

3

4

3

4

3

2

2

2

2

2

2

2

2

6

6

6

2

2

4

4

4

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

4

4

4

4

6

6

6

6

6

6
A-128

A-130

A

-

1

2

8

A

-

1

2

6

A

-

1

2

8

A

-

1

2

9

95'-2"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 113'-9"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
MI

NI
MU

M 
DI

ST
AN

CE
 B

ET
W

EE
N 

ST
AI

RS
 = 

24
'-4

"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 104'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 101'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MECHANICAL

T.O.S. EL. +35'-4"

7007 SF

15R

DN
15R

STAIR M

EXIT SIGN
& LIGHT

PE
2500 LBS.

PE
2500 LBS.

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

SUPER'S

OFFICE

T.O.S. EL. +35'-4"

225 SF

SUPER'S

WORKSHOP

T.O.S. EL. +35'-4"

648 SF

LAUNDRY

ROOM

T.O.S. EL. +35'-4"

604 SF

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 108'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

x

x

x14 30

x

x

x

x

x

x

x

x28 18

x

x

x

x30 18

x

x

x

x

x

x

x14 30

x14 30

x14 30

x

x

x

x28 18

x28 18

x28 18

x28 18

1828

x16 26

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

3RD FLOOR
ENLARGED PLAN

1/4" = 1'-0"

3RD FLOOR ENLARGED PLAN1

47 130



0BR

13'-6"X18'-6"

REQ. LIGHT: 28.55 SF
REQ. AIR: 14.27 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

MECHANICAL

520 SF

MECHANICAL

321 SF

S
CM

S
CM

S
CM

S
CM

2

4

6

4

4

6

2

2

2

2

2

2

6

5

4

4

4

2

2

2

LR/DA/SA

21'-9"X8'-4"

REQ. LIGHT: 19.64 SF
REQ. AIR: 9.82 SF

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

LR/DR

12'-8"X10'-1"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

BR

10'-4"X8'-11"

REQ. LIGHT: 9.21 SF
REQ. AIR: 4.61 SF

LR/DR

13'-1"X14'-5"

REQ. LIGHT: 18.86 SF
REQ. AIR: 9.43 SF

BR

10'-7"X12'-5"

REQ. LIGHT: 13.14 SF
REQ. AIR: 6.57 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

14'-8"X11'-0"

REQ. LIGHT: 16.13 SF
REQ. AIR: 8.07 SF

LR

13'-2"X18'-8"

REQ. LIGHT: 24.58 SF
REQ. AIR: 12.29 SF

DR

8'-10"X10'-2"

REQ. LIGHT: 8.94 SF
REQ. AIR: 4.47 SF

55
'-0

"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

0BR

12'-1"X17'-6"

REQ. LIGHT: 20.50 SF
REQ. AIR: 10.25 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

2

2

3

2

2

2

2

2

2

2

4

4

4

4

4

4

4

4

4

6

4

4

4

4

4

4

3

3

3

3

3

3

2
2

2
2

2

2

2
2

2

2

2

2

2

2

2

6

6

6

6

6

6

6

6

5

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

295'-9"

S
CM 2

2

A

-

1

3

0

A

-

1

2

9

A

-

1

2

8

A

-

1

2

9

TOTAL TRAVEL DISTANCE 95'-2"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 113'-9"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

11
6'-

10
"

MA
X 

PE
RM

ITT
ED

 12
5'-

0" 
(C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

ITT
ED

 20
0'-

0" 
(T

RA
VE

L D
IS

TA
NC

E)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

MA
X 

PE
RM

IT
TE

D 
12

5'-
0"

 (C
OM

MO
N 

PA
TH

)
MA

X 
PE

RM
IT

TE
D 

20
0'-

0"
 (T

RA
VE

L D
IS

TA
NC

E)

MECHANICAL

T.O.S. EL. +35'-4"

7007 SF

UP
15R

DN
15R

STAIR J

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

x14 30

x

x

x

x

x

x

x14 30

x14 30

x14 30

x14 30

x30 14

x14 30

x14 30

x18 28

x18 28

x16 26

x16 26

x16 26

x18 28

x18 28

x18 28

x16 26

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

3RD FLOOR
ENLARGED PLAN

1/4" = 1'-0"

3RD FLOOR ENLARGED PLAN1

48 130



6

 

S

T

O

R
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6

 

S

T

O

R

Y

6

 

S

T

O

R

Y

30
'-1

"

7'-0"

70
'-3

"

6

 

S

T

O

R

Y

6

 

S

T

O

R

Y

6

 

S

T

O

R

Y

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

23'-6"X15'-11"

REQ. LIGHT: 33.50 SF
REQ. AIR: 16.75 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.80 SF
REQ. AIR: 11.90 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.91 SF
REQ. AIR: 11.96 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.91 SF
REQ. AIR: 11.96 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.89 SF
REQ. AIR: 11.95 SF

MECHANICAL

608 SF

BR

15'-5"X9'-0"

REQ. LIGHT: 13.88 SF
REQ. AIR: 6.94 SF

BR

15'-5"X8'-6"

REQ. LIGHT: 13.10 SF
REQ. AIR: 6.55 SF

LR/DR

19'-5"X10'-7"

REQ. LIGHT: 20.51 SF
REQ. AIR: 10.25 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

4

2

2

2

2

2

4
4

4
4

46

5

6

6

4

4

4

4

6

6

6

3

2 2

2

2

2

2

2

2

2

2

2

2

2

2

2

6

4

4

4

4

4

4

4

2

2

2

2

6

BR

10'-7"X9'-0"

BR

15'-8"X12'-3"

BR

13'-8"X11'-5"

LR/DR

17'-6"X12'-7"

LR/DR

16'-1"X14'-7"

BR

10'-2"X11'-2"

0BR

12'-5"X11'-0"

BR

12'-1"X10'-7" 12'-1"X10'-7"

BR LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

LR/DR

26'-4"X12'-1"

BR

17'-1"X10'-9"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

5'-
0"

42
'-4

"

98'-4"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 22.44
REQ. AIR: 11.22 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 28.82 SF
REQ. AIR: 14.41 SF

REQ. LIGHT: 18.37 SF
REQ. AIR: 9.18 SF

REQ. LIGHT: 15.64 SF
REQ. AIR: 7.82 SF

REQ. LIGHT: 21.99 SF
REQ. AIR: 11.00 SF

REQ. LIGHT: 17.46 SF
REQ. AIR: 8.73 SF

REQ. LIGHT: 9.51 SF
REQ. AIR: 4.76 SF

REQ. LIGHT: 23.42 SF
REQ. AIR: 11.71 SF

REQ. LIGHT: 11.35 SF
REQ. AIR: 5.68 SF

REQ. LIGHT: 27.03 SF
REQ. AIR: 13.51 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4 4

4 4 4

4444

4 4 4

23

4

4

4

3 3

3 3

22

22

2

4 4

5

6

6

222

222

2

2 2

22

6

6 66

666

6

A
-
1

3
0

A
-
1

3
0

A
-
1

2
5

A-128

A

-

1

3

0

A

-

1

2

9

A-130

A
-
1

2
5

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 124'-10"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MA
X 

PE
RM

ITT
ED

 12
5'-

0" 
(C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

ITT
ED

 20
0'-

0" 
(T

RA
VE

L D
IS

TA
NC

E)

TO
TA

L T
RA

VE
L D

IST
AN

CE
 13

6'-
4"

MA
X P

ER
MI

TT
ED

 12
5'-

0" 
(C

OM
MO

N 
PA

TH
)

MA
X P

ER
MI

TT
ED

 20
0'-

0" 
(TR

AV
EL

 D
IST

AN
CE

)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

12
2'-

8"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

12
4'-

9"
MA

X 
PE

RM
IT

TE
D 

12
5'-

0"
 (C

OM
MO

N 
PA

TH
)

MA
X 

PE
RM

IT
TE

D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

x

x28 18

x28 18

x14 30

x16 26

x26 16

x18 28

x18 28

x24 14 x24 14 x24 14

x30 14 x30 14

x26 16 x26 16

x16 26

x26 16 x26 16

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

3RD FLOOR
ENLARGED PLAN

1/4" = 1'-0"

4TH FLOOR ENLARGED PLAN1

49 130



BR

15'-2"X10'-6"

LR/DR

19'-1"X11'-2"

BR

12'-1"X10'-7"

BR

12'-1"X10'-7"

LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X12'-0"

0BR

13'-9"X16'-10"

BR

13'-9"X9'-8"

LR/DR

26'-4"X10'-0"

0BR

X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

BR

17'-6"X10'-7"

LR/DR

22'-1"X10'-7"

STORAGE

317

SF

10'-0"75'-0"98'-4" 25'-0"

5'-
0"

9'-
0"

11
'-0

"
5'-

0"
10

'-0
"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

12'-3"X11'-6"

BR

REQ. LIGHT: 14.04 SF
REQ. AIR: 7.02 SF

LR/DR

21'-4"X13'-1"

REQ. LIGHT: 26.98 SF
REQ. AIR: 13.49 SF

0BR

19'-7"X10'-0"

REQ. LIGHT: 19.54 SF
REQ. AIR: 9.77 SF

12'-1"X9'-6"

BR

REQ. LIGHT: 11.44 SF
REQ. AIR: 5.72 SF

LR/DR

17'-1"X12'-1"

REQ. LIGHT: 23.55 SF
REQ. AIR: 11.78 SF

12'-7"X9'-0"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.66 SF

12'-5"X9'-10"

BR

REQ. LIGHT: 12.16 SF
REQ. AIR: 6.08 SF

10'-2"X10'-6"

BR

REQ. LIGHT: 10.68 SF
REQ. AIR: 5.34 SF

9'-3"X11'-2"

BR

REQ. LIGHT: 10.29 SF
REQ. AIR: 5.15 SF

LR/DR

11'-6"X17'-0"

REQ. LIGHT: 19.50 SF
REQ. AIR: 9.75 SF

LR/DR

18'-10"X10'-0"

REQ. LIGHT: 18.83 SF
REQ. AIR: 9.42 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

LR/DR

12'-10"X23'-10"

REQ. LIGHT: 30.49 SF
REQ. AIR: 15.24 SF

10'-0"X11'-4"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.67 SF

LR/DR

16'-9"X21'-4"

REQ. LIGHT: 25.82 SF
REQ. AIR: 12.91 SF

15'-10"X9'-8"

BR

REQ. LIGHT: 15.35 SF
REQ. AIR: 7.67 SF

REQ. LIGHT: 16.93 SF
REQ. AIR: 8.47 SF

REQ. LIGHT: 18.78 SF
REQ. AIR: 9.39 SF

REQ. LIGHT: 15.88 SF
REQ. AIR: 7.94 SF

REQ. LIGHT: 21.36 SF
REQ. AIR: 10.68 SF

REQ. LIGHT: 26.01 SF
REQ. AIR: 13.01 SF

REQ. LIGHT: 13.32 SF
REQ. AIR: 6.66 SF

REQ. LIGHT: 28.57 SF
REQ. AIR: 14.29 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 23.07 SF
REQ. AIR: 11.53 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF S

CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM S

CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4 4 4 4 4 4 4

4

4

4

4444

323

3

3
4 4 4 4

6 6

6

6 6

4

3 3 333 3

4

4

3

3

52

2

2

2

2

22

4 4 4 4 4

4

4

4

2

2

2

2

2

2

2

2

2

6 6 6

6

2

2

2

2

2

2

2

2

2

22

22
2

6 6 6

6

6

6

5

5

2

66

4

44

12

8

8

11

4

2

4

4

4

A
-
1
3

6

A
-
1

3
6

A
-
1

3
1

A
-
1
3

1

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 95'-4"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 120'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

x28 18

x14 30

x30 14
x30 14

x14 30

x14 30

x28 18

x30 14
x30 14

x14 30

x14 30

x24 14 x24 14 x24 14

x14 x30 14 x30 14

x26 16 x26 16

x16 26

x26 16 x26 16x26 16

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

4TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

4TH FLOOR ENLARGED PLAN1

50 130



0BR

14'-11"X15'-0"

REQ. LIGHT: 23.20 SF
REQ. AIR: 11.60 SF

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.06 SF
REQ. AIR: 11.53 SF

LR/DR

17'-1"

26.60 SF
13.30 SF

9'-11"X16'-1"

REQ. LIGHT: 15.95 SF
REQ. AIR: 7.97 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

BR

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

14'-9"X30'-5"

REQ. LIGHT: 37.87 SF
REQ. AIR: 18.93 SF

64'-8"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.13 SF
REQ. AIR: 11.57 SF

S
CM

BR

11'-9"X9'-8"

REQ. LIGHT: 11.36 SF
REQ. AIR: 5.68 SF

S
CM

S
CM

LR/DR

26'-5"X10'-5"

REQ. LIGHT: 24.05 SF
REQ. AIR: 12.03 SF

3444

4

2

2

222

2 2 2 2

2

2

22

6 6 6 6

4

444

4

4

4

3

4

3

2

2

2

2

2

6

6

2

2

4

60'-0"

10
'-0

"

LR/DA/SA

14'-9"X17'-0"

REQ. LIGHT: 25.08 SF
REQ. AIR: 12.54 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

BR

11'-8"X10'-11"

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

BR

10'-0"X10'-9"

REQ. LIGHT: 10.79 SF
REQ. AIR: 5.40 SF

LR/DR

18'-4"X10'-6"

REQ. LIGHT: 19.28 SF
REQ. AIR: 9.64 SF

BR

9'-0"X13'-0"

REQ. LIGHT: 11.74 SF
REQ. AIR: 5.87 SF

BR

8'-6"X11'-6"

REQ. LIGHT: 9.77 SF
REQ. AIR: 4.89 SF

LR/DR

10'-6"X22'-1"

REQ. LIGHT: 23.09 SF
REQ. AIR: 11.55 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

4

3

2

2

2

2

2

2

2

3 32 4

2 4

4
4

4

4
4

6

2

2
2

2
2

2

2

A

-

1

3

4

A

-

1

3

2

A-132

A-133A

TO
TA

L T
RA

VE
L D

IS
TA

NC
E 

12
0'-

10
"

MA
X 

PE
RM

IT
TE

D 
12

5'-
0"

 (C
OM

MO
N 

PA
TH

)
MA

X 
PE

RM
IT

TE
D 

20
0'-

0"
 (T

RA
VE

L D
IS

TA
NC

E)

MI
NI

MU
M 

DI
ST

AN
CE

 B
ET

W
EE

N 
ST

AI
RS

 =
 2

4'-
6"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 91'-0"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 104'-1"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 124'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

PE
2500 LBS.

PE
2500 LBS.

UP
15R

DN
15R

STAIR X

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

RESIDENTS'

LOUNGE

T.O.S. EL. +55'-8"

1357 SF

RESIDENTS'

EXERCISE ROOM

T.O.S. EL. +55'-8"

4549 SF

SCREENING

ROOM

T.O.S. EL. +55'-8"

896 SF

AMENITIES

LOBBY

T.O.S. EL. +55'-8"

362 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 104'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 151'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

WOMEN'S

RESTROOM

MEN'S

RESTROOM

18

x28 18

x28 18

x28 18

1430

1828

18281828

1828

1828

x

EXIT SIGN

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

4TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

4TH FLOOR ENLARGED PLAN1
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36
'-8

"

10'-11"X9'-7"

REQ. LIGHT: 10.46 SF
REQ. AIR: 5.23 SF

LR/DR

13'-3"X23'-6"

REQ. LIGHT: 31.17 SF
REQ. AIR: 15.58 SF

BR

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

S
CM

S
CM

S
CM

4

3

2

2

2

2

2

4

6

6

6

58'-0"

23
'-1

"

30
'-1

1"

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

LR/DR

20'-7"X11'-0"

REQ. LIGHT: 22.59 SF
REQ. AIR: 11.30 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

BR

8'-9"X11'-0"

REQ. LIGHT: 9.65 SF
REQ. AIR: 4.83 SF

BR

11'-10"X10'-0"

REQ. LIGHT: 11.79 SF
REQ. AIR: 5.90 SF

LR/DR

20'-3"X22'-6"

REQ. LIGHT: 43.74 SF
REQ. AIR: 21.87 SF

BR

10'-0"X15'-1"

REQ. LIGHT: 15.11 SF
REQ. AIR: 7.56 SF

BR

10'-0"X13'-11"

REQ. LIGHT: 13.88 SF
REQ. AIR: 6.94 SF

LR/DR

14'-8"X23'-10"

REQ. LIGHT: 34.98 SF
REQ. AIR: 17.49 SF

43'-6"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

3

3

3

2

2

4
4

4
4

4

4

4

4

2

2

3

2

2

6

5

5

2

5

6

2

2

2

A-132

A-133A

A

-

1

3

3

B

A

-

1

3

3

A

TO
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L T
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E 
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0'-
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"
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X 
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12

5'-
0"

 (C
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TH

)
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X 
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D 

20
0'-

0"
 (T

RA
VE

L D
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TA
NC

E)

97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

UP
15R

DN
15R

STAIR M

EXIT SIGN
& LIGHT

UP
15R

EXIT SIGN
& LIGHT

RESIDENTS'

LOUNGE

T.O.S. EL. +55'-8"

1357 SF

RESIDENTS'

EXERCISE ROOM

T.O.S. EL. +55'-8"

4549 SF

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 104'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

x28 18

x28 18

1828

1828

3014

2616

2616

2616

3014

10'-11"X9'-7"

REQ. LIGHT: 10.46 SF
REQ. AIR: 5.23 SF

LR/DR

13'-3"X23'-6"

REQ. LIGHT: 31.17 SF
REQ. AIR: 15.58 SF

BR

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

3

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

4

4

6

6

6

6

6

6

A

-

1

3

3

B

A

-

1

3

3

A

A

-

1

3

4

A

-

1

3

3

B

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

EXIT SIGN
& LIGHT

x28 18

x28 18

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

4TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

4TH FLOOR ENLARGED PLAN1
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0BR

19'-1"X15'-7"

REQ. LIGHT: 29.19 SF
REQ. AIR: 14.60 SF

0BR

19'-1"X15'-1"

REQ. LIGHT: 28.18 SF
REQ. AIR: 14.09 SF

MECHANICAL

520 SF

S
CM

S
CM

4

2

2

2

4

4

4

4

6

0BR

14'-11"X15'-0"

REQ. LIGHT: 23.06
REQ. AIR: 11.53

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

9'-11"X16'-1"

REQ. LIGHT: 15.95 SF
REQ. AIR: 7.97 SF

LR/DR

10'-5"X17'-1"

REQ. LIGHT: 26.60 SF
REQ. AIR: 13.30 SF

BR

BR

10'-3"X16'-1"

REQ. LIGHT: 16.42 SF
REQ. AIR: 8.21 SF

LR/DR

14'-9"X30'-5"

REQ. LIGHT: 37.87 SF
REQ. AIR: 18.93 SF

92'-4"

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

0BR

11'-11"X16'-0"

295'-9"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

2

4

4

4

3

4

3

4

3

2

2

2

2

2

2

2

2

6

6

6

2

2

4

4

4

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

2

4

4

4

4

6

6

6

6

6

6

0BR

12'-1"X17'-6"

REQ. LIGHT: 20.50 SF
REQ. AIR: 10.25 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

6

4

4

3

3

2
2

2
2

2

6

6

6

A-134

A-136

A

-

1

3

4

A

-

1

3

2

A

-

1

3

4

A

-

1

3

5

95'-2"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 113'-9"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
MI

NI
MU

M 
DI

ST
AN

CE
 B

ET
W

EE
N 

ST
AI

RS
 = 

24
'-4

"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 104'-1"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 101'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 97'-8"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MECHANICAL

OPEN TO BELOW

15R

DN
15R

STAIR M

EXIT SIGN
& LIGHT

PE
2500 LBS.

PE
2500 LBS.

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

RESIDENTS'

LOUNGE

T.O.S. EL. +55'-8"

1357 SF

PET CARE ROOM

T.O.S. EL. +55'-8"

990 SF

SCREENING

ROOM

T.O.S. EL. +55'-8"

896 SF

AMENITIES

LOBBY

T.O.S. EL. +55'-8"

362 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT TOTAL TRAVEL DISTANCE 151'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

x14 30

x28 18

x28 18

x14 30

x14 30

x14 30

x14 30

x28 18

x14 30

x14 30

x14 30

x28 18

x28 18

x28 18

x28 18

1828

x16 26

x

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

4TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

4TH FLOOR ENLARGED PLAN1
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0BR

13'-6"X18'-6"

REQ. LIGHT: 28.55 SF
REQ. AIR: 14.27 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

MECHANICAL

520 SF

MECHANICAL

321 SF

S
CM

S
CM

S
CM

S
CM

2

4

6

4

4

6

2

2

2

2

2

2

6

5

4

4

4

2

2

2

0BR

11'-11"X16'-0"

REQ. LIGHT: 26.80 SF
REQ. AIR: 13.40 SF

295'-9"

S
CM 2

2

LR/DA/SA

21'-9"X8'-4"

REQ. LIGHT: 19.64 SF
REQ. AIR: 9.82 SF

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

LR/DR

12'-8"X10'-1"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

BR

10'-4"X8'-11"

REQ. LIGHT: 9.21 SF
REQ. AIR: 4.61 SF

LR/DR

13'-1"X14'-5"

REQ. LIGHT: 18.86 SF
REQ. AIR: 9.43 SF

BR

10'-7"X12'-5"

REQ. LIGHT: 13.14 SF
REQ. AIR: 6.57 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

14'-8"X11'-0"

REQ. LIGHT: 16.13 SF
REQ. AIR: 8.07 SF

LR

13'-2"X18'-8"

REQ. LIGHT: 24.58 SF
REQ. AIR: 12.29 SF

DR

8'-10"X10'-2"

REQ. LIGHT: 8.94 SF
REQ. AIR: 4.47 SF

55
'-0

"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

0BR

12'-1"X17'-6"

REQ. LIGHT: 20.50 SF
REQ. AIR: 10.25 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

2

2

3

2

2

2

2

2

2

2

4

4

4

4

4

4

4

4

4

6

4

4

4

4

4

4

3

3

3

3

3

3

2
2

2
2

2

2

2
2

2

2

2

2

2

2

2

6

6

6

6

6

6

6

6

5

A

-

1

3

6

A

-

1

3

5

A

-

1

3

4

A

-

1

3

5

TOTAL TRAVEL DISTANCE 95'-2"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 113'-9"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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L D
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L D
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)
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MECHANICAL

OPEN TO BELOW

UP
15R

DN
15R

STAIR J

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

x14 30

x14 30

x14 30

x14 30

x14 30

x14 30

x14 30

x14 30

x14 30

x30 14

x14 30

x14 30

x18 28

x18 28

x16 26

x16 26

x16 26

x18 28

x18 28

x18 28

x16 26

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

4TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

4TH FLOOR ENLARGED PLAN1
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'-1

"
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"
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R
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S

T

O

R

Y

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

13'-6"X15'-6"

REQ. LIGHT: 28.06 SF
REQ. AIR: 14.03 SF

0BR

23'-6"X15'-11"

REQ. LIGHT: 33.50 SF
REQ. AIR: 16.75 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.80 SF
REQ. AIR: 11.90 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.91 SF
REQ. AIR: 11.96 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.91 SF
REQ. AIR: 11.96 SF

0BR

16'-3"X15'-0"

REQ. LIGHT: 23.89 SF
REQ. AIR: 11.95 SF

MECHANICAL

608 SF

BR

15'-5"X9'-0"

REQ. LIGHT: 13.88 SF
REQ. AIR: 6.94 SF

BR

15'-5"X8'-6"

REQ. LIGHT: 13.10 SF
REQ. AIR: 6.55 SF

LR/DR

19'-5"X10'-7"

REQ. LIGHT: 20.51 SF
REQ. AIR: 10.25 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

4

2

2

2

2

2

4
4

4
4

46

5

6

6

4

4

4

4

6

6

6

3

2 2

2

2

2

2

2

2

2

2

2

2

2

2

2

6

4

4

4

4

4

4

4

2

2

2

2

6

BR

10'-7"X9'-0"

BR

15'-8"X12'-3"

BR

13'-8"X11'-5"

LR/DR

17'-6"X12'-7"

LR/DR

16'-1"X14'-7"

BR

10'-2"X11'-2"

0BR

12'-5"X11'-0"

BR

12'-1"X10'-7" 12'-1"X10'-7"

BR LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

LR/DR

26'-4"X12'-1"

BR

17'-1"X10'-9"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

5'-
0"

42
'-4

"

98'-4"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 22.44
REQ. AIR: 11.22 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 28.82 SF
REQ. AIR: 14.41 SF

REQ. LIGHT: 18.37 SF
REQ. AIR: 9.18 SF

REQ. LIGHT: 15.64 SF
REQ. AIR: 7.82 SF

REQ. LIGHT: 21.99 SF
REQ. AIR: 11.00 SF

REQ. LIGHT: 17.46 SF
REQ. AIR: 8.73 SF

REQ. LIGHT: 9.51 SF
REQ. AIR: 4.76 SF

REQ. LIGHT: 23.42 SF
REQ. AIR: 11.71 SF

REQ. LIGHT: 11.35 SF
REQ. AIR: 5.68 SF

REQ. LIGHT: 27.03 SF
REQ. AIR: 13.51 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4 4

4 4 4

4444

4 4 4

23

4

4

4

3 3

3 3

22

22

2

4 4

5

6

6

222

222

2

2 2

22

6

6 66

666

6

A
-
1

3
6

A
-
1

3
6

A
-
1

3
1

A-134

A

-

1

3

6

A

-

1

3

5

A-136

A
-
1
3

1

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 124'-10"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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0'-
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 (T
RA

VE
L D

IS
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E)

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

x28 18

x28 18

x14 30

x16 26

x26 16

x28 18

x28 18

x14 30

x16 26

x26 16

x18 28

x18 28

x24 14 x24 14 x24 14

x30 14 x30 14

x26 16 x26 16

x16 26

x26 16 x26 16

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

4TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

4TH FLOOR ENLARGED PLAN1
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BR

15'-2"X10'-6"

LR/DR

19'-1"X11'-2"

LR/DR

11'-9"

BR

12'-1"X10'-7"

BR

12'-1"X10'-7"

LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X12'-0"

0BR

13'-9"X16'-10"

BR

13'-9"X9'-8"

LR/DR

26'-4"X10'-0"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

BR

17'-6"X10'-7"

LR/DR

22'-1"X10'-7"

STORAGE

317

SF

10'-0"75'-0"98'-4" 25'-0"

5'-
0"

9'-
0"

11
'-0

"
5'-

0"
10

'-0
"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

12'-3"X11'-6"

BR

REQ. LIGHT: 14.04 SF
REQ. AIR: 7.02 SF

LR/DR

21'-4"X13'-1"

REQ. LIGHT: 26.98 SF
REQ. AIR: 13.49 SF

0BR

19'-7"X10'-0"

REQ. LIGHT: 19.54 SF
REQ. AIR: 9.77 SF

12'-1"X9'-6"

BR

REQ. LIGHT: 11.44 SF
REQ. AIR: 5.72 SF

LR/DR

17'-1"X12'-1"

REQ. LIGHT: 23.55 SF
REQ. AIR: 11.78 SF

12'-7"X9'-0"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.66 SF

12'-5"X9'-10"

BR

REQ. LIGHT: 12.16 SF
REQ. AIR: 6.08 SF

10'-2"X10'-6"

BR

REQ. LIGHT: 10.68 SF
REQ. AIR: 5.34 SF

9'-3"X11'-2"

BR

REQ. LIGHT: 10.29 SF
REQ. AIR: 5.15 SF

LR/DR

11'-6"X17'-0"

REQ. LIGHT: 19.50 SF
REQ. AIR: 9.75 SF

LR/DR

18'-10"X10'-0"

REQ. LIGHT: 18.83 SF
REQ. AIR: 9.42 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

10'-0"X11'-3"

BR

REQ. LIGHT: 11.25 SF
REQ. AIR: 5.62 SF

LR/DR

12'-10"X23'-10"

REQ. LIGHT: 30.49 SF
REQ. AIR: 15.24 SF

10'-0"X11'-4"

BR

REQ. LIGHT: 11.33 SF
REQ. AIR: 5.67 SF

LR/DR

16'-9"X21'-4"

REQ. LIGHT: 25.82 SF
REQ. AIR: 12.91 SF

15'-10"X9'-8"

BR

REQ. LIGHT: 15.35 SF
REQ. AIR: 7.67 SF

REQ. LIGHT: 16.93 SF
REQ. AIR: 8.47 SF

REQ. LIGHT: 18.78 SF
REQ. AIR: 9.39 SF

REQ. LIGHT: 15.88 SF
REQ. AIR: 7.94 SF

REQ. LIGHT: 21.36 SF
REQ. AIR: 10.68 SF

REQ. LIGHT: 26.01 SF
REQ. AIR: 13.01 SF

REQ. LIGHT: 13.32 SF
REQ. AIR: 6.66 SF

REQ. LIGHT: 28.57 SF
REQ. AIR: 14.29 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 23.07 SF
REQ. AIR: 11.53 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

22.44 SF
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MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"
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 (T
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TOTAL TRAVEL DISTANCE 120'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

A
-
1
4

2

A
-
1

4
2

A
-
1

3
7

A
-
1
3

7

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

5TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

5TH FLOOR ENLARGED PLAN1
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BR

11'-5"X11'-0"

REQ. LIGHT: 12.51 SF
REQ. AIR: 6.26 SF

S
CM

S
CM

S
CM

BR

11'-5"X10'-5"

REQ. LIGHT: 11.85 SF
REQ. AIR: 5.92 SF

LR/DR

15'-6"X17'-5"

REQ. LIGHT: 27.07 SF
REQ. AIR: 13.53 SF

4

2

3

2

2

5

PE
2500 LBS.

PE
2500 LBS.

UP
15R

DN
15R

STAIR X

EXIT SIGN
& LIGHT

14
5'-

5"

60'-0"

10
'-0

"

LR/DA/SA

14'-9"X17'-0"

REQ. LIGHT: 25.08 SF
REQ. AIR: 12.54 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DA/SA

15'-8"X14'-5"

REQ. LIGHT: 23.65 SF
REQ. AIR: 11.83 SF

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

BR

11'-8"X10'-11"

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

BR

10'-0"X10'-9"

REQ. LIGHT: 10.79 SF
REQ. AIR: 5.40 SF

LR/DR

18'-4"X10'-6"

REQ. LIGHT: 19.28 SF
REQ. AIR: 9.64 SF

BR

9'-0"X13'-0"

REQ. LIGHT: 11.74 SF
REQ. AIR: 5.87 SF

BR

8'-6"X11'-6"

REQ. LIGHT: 9.77 SF
REQ. AIR: 4.89 SF

LR/DR

10'-6"X22'-1"

REQ. LIGHT: 23.09 SF
REQ. AIR: 11.55 SF

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

4

4

4

4

4

3

2

2

2

2

2

2

2

3 32 4

2 4

4
4

4

4
4

6

2

2
2

2
2

2

2

MINIMUM DISTANCE BETW
EEN STAIRS = 24'-4"

MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 119'-8"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TO
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"
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)

MA
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PE
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D 
20

0'-
0"

 (T
RA

VE
L D

IS
TA

NC
E)

TOTAL TRAVEL DISTANCE 86'-7"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 100'-3"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

RESIDENTS'

LOUNGE

T.O.S. EL. +55'-8"

1212 SF

OUTDOOR AMENITY

ROOF TERRACE

TOTAL GROSS AREA: 2152 SF

T.O.S. EL. +54'-8"

SEE LANDSCAPE ARCHITECT DRAWINGS FOR FURTHER
INFORMATION.

"IRMA ROOF" 2" THICK CONCRETE PAVERS ON
PEDESTALS / SHIMS ON 3 1/2" THICK STYROFOAM

INSULATION ON MEMBRANE WATERPROOFING TYP.

DRAINS LOCATED PER PLUMBING DRAWINGS. SEE
PLUMBING DRAWINGS FOR DRAINS/ADDITIONAL

INFORMATION, TYP ON ALL DRAINS

OUTDOOR AMENITY

ROOF TERRACE

TOTAL GROSS AREA: 2152 SF

T.O.S. EL. +54'-8"

SEE LANDSCAPE ARCHITECT DRAWINGS FOR FURTHER
INFORMATION.

"IRMA ROOF" 2" THICK CONCRETE PAVERS ON
PEDESTALS / SHIMS ON 3 1/2" THICK STYROFOAM

INSULATION ON MEMBRANE WATERPROOFING TYP.

DRAINS LOCATED PER PLUMBING DRAWINGS. SEE
PLUMBING DRAWINGS FOR DRAINS/ADDITIONAL

INFORMATION, TYP ON ALL DRAINS

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

AMENITIES

LOBBY

T.O.S. EL. +55'-8"

362 SF

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 152'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

RESIDENTIAL HEALTH CLUB

OPEN TO BELOW

A

-

1

4

0

A

-

1

3

8

A-138

A-139A

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

5TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

5TH FLOOR ENLARGED PLAN1

57 130



DN
15R

STAIR X

EXIT SIGN
& LIGHT

UP
15R

58'-0"

23
'-1

"

30
'-1

1"

LR/DR

16'-3"X11'-7"

REQ. LIGHT: 29.36 SF
REQ. AIR: 14.68 SF

BR

14'-8"X10'-0"

REQ. LIGHT: 14.71 SF
REQ. AIR: 7.35 SF

BR

14'-6"X10'-0"

REQ. LIGHT: 14.54 SF
REQ. AIR: 7.27 SF

LR/DR

20'-7"X11'-0"

REQ. LIGHT: 22.59 SF
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MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

MI
NI

MU
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DI
ST

AN
CE

 B
ET

W
EE

N 
ST

AI
RS

 = 
24

'-4
"

MI
N.

 P
ER

MI
TT

ED
 15

'-0
"

TOTAL TRAVEL DISTANCE 77'-10"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

OUTDOOR AMENITY

ROOF TERRACE

TOTAL GROSS AREA: 5723 SF

T.O.S. EL. +65'-4"

5TH FLOOR

OUTDOOR AMENITY

ROOF TERRACE

BELOW

STORAGE

T.O.S. EL. +66'-4"

739 SF

CLUB ROOM

WEST

T.O.S. EL. +66'-4"

879 SF

SEE LANDSCAPE ARCHITECT DRAWINGS FOR FURTHER
INFORMATION.

"IRMA ROOF" 2" THICK CONCRETE PAVERS ON
PEDESTALS / SHIMS ON 3 1/2" THICK STYROFOAM

INSULATION ON MEMBRANE WATERPROOFING TYP.

DRAINS LOCATED PER PLUMBING DRAWINGS. SEE
PLUMBING DRAWINGS FOR DRAINS/ADDITIONAL

INFORMATION, TYP ON ALL DRAINS

ROOF TERRACE

LOBBY

T.O.S. EL. +66'-4"

495 SF

TOTAL TRAVEL DISTANCE 100'-0"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

5TH FLOOR

OUTDOOR AMENITY

ROOF TERRACE

BELOW

5TH FLOOR

OUTDOOR AMENITY

ROOF TERRACE

BELOW

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

A-145

A-148
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1
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A

-

1

4

4

A

-

1

4

6

A

-

1

4

7

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022
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6TH FLOOR ENLARGED PLAN1

65 130



LR/DA/SA

21'-9"X8'-4"

REQ. LIGHT: 19.64 SF
REQ. AIR: 9.82 SF

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

LR/DR

12'-8"X10'-1"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

BR

10'-4"X8'-11"

REQ. LIGHT: 9.21 SF
REQ. AIR: 4.61 SF

LR/DR

13'-1"X14'-5"

REQ. LIGHT: 18.86 SF
REQ. AIR: 9.43 SF

BR

10'-7"X12'-5"

REQ. LIGHT: 13.14 SF
REQ. AIR: 6.57 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

8'-4"X11'-0"

REQ. LIGHT: 9.17 SF
REQ. AIR: 4.58 SF

BR

14'-8"X11'-0"

REQ. LIGHT: 16.13 SF
REQ. AIR: 8.07 SF

LR

13'-2"X18'-8"

REQ. LIGHT: 24.58 SF
REQ. AIR: 12.29 SF

DR

8'-10"X10'-2"

REQ. LIGHT: 8.94 SF
REQ. AIR: 4.47 SF

55
'-0

"

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

0BR

12'-1"X17'-6"

REQ. LIGHT: 20.50 SF
REQ. AIR: 10.25 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

S
CM

S
CM

S
CM

S
CM

S
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S
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S
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S
CM

S
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S
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S
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5

REQ. LIGHT: 9.82 SF
REQ. AIR: 4.91 SF

BR

11'-2"X9'-8"

BR

12'-2"X10'-0"

LR/DR

18'-0"X12'-1"

BR

13'-3"X11'-1"

BR

REQ. LIGHT: 
REQ. AIR: 6.07

REQ. LIGHT: 12.05 SF
REQ. AIR: 6.03 SF

REQ. LIGHT: 21.12 SF
REQ. AIR: 10.56 SF

REQ. LIGHT: 12.13 SF
REQ. AIR: 6.06 SF

LR/DR

16'-3"X14'-7"

BR

10'-6"X11'-5"

REQ. LIGHT: 11.99 SF
REQ. AIR: 5.99 SF

LR/DR

12'-8"X10'-2"

BR

10'-4"X9'-11"

REQ. LIGHT: 10.25 SF
REQ. AIR: 5.12 SF

REQ. LIGHT: 30.86 SF
REQ. AIR: 15.43 SF

REQ. LIGHT: 24.19 SF
REQ. AIR: 12.09 SF

LR/DR

17'-5"X21'-2"

BR

10'-4"X15'-9"

REQ. LIGHT: 16.08 SF
REQ. AIR: 8.04 SF

REQ. LIGHT: 34.27 SF
REQ. AIR: 17.13 SF

S
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S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
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BR

10'-10"X12'-5"

REQ. LIGHT: 13.45 SF
REQ. AIR: 6.73 SF
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2

UP
15R

DN
15R

STAIR J

EXIT SIGN
& LIGHT

TOTAL TRAVEL DISTANCE 104'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 109'-1"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 63'-11"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

STORAGE

T.O.S. EL. +66'-4"

739 SF

EXIT SIGN
& LIGHT
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8

A

-
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-
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7

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022
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LR/DR

18'-11"X13'-2"

BR

10'-7"X9'-0"

BR

15'-8"X12'-3"

BR

13'-8"X11'-5"

LR/DR

17'-6"X12'-7"

LR/DR

16'-1"X14'-7"

BR

10'-2"X11'-2"

0BR

12'-5"X11'-0"

BR

12'-1"X10'-7" 12'-1"X10'-7"

BR LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

LR/DR

21'-4"X11'-9"

LR/DR

26'-4"X12'-1"

BR

17'-1"X10'-9"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

0BR

12'-1"X17'-1"

5'-
0"

42
'-4

"

98'-4"

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 20.10 SF
REQ. AIR: 10.05 SF

REQ. LIGHT: 22.44
REQ. AIR: 11.22 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 12.74 SF
REQ. AIR: 6.37 SF

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

REQ. LIGHT: 28.82 SF
REQ. AIR: 14.41 SF

REQ. LIGHT: 18.37 SF
REQ. AIR: 9.18 SF

REQ. LIGHT: 15.64 SF
REQ. AIR: 7.82 SF

REQ. LIGHT: 21.99 SF
REQ. AIR: 11.00 SF

REQ. LIGHT: 17.46 SF
REQ. AIR: 8.73 SF

REQ. LIGHT: 9.51 SF
REQ. AIR: 4.76 SF

REQ. LIGHT: 23.42 SF
REQ. AIR: 11.71 SF

REQ. LIGHT: 11.35 SF
REQ. AIR: 5.68 SF

REQ. LIGHT: 27.03 SF
REQ. AIR: 13.51 SF

S
CM

S
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S
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S
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S
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S
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S
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S
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S
CM

S
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S
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S
CM

S
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4 4

4 4 4

4444

4 4 4

23

4

4

4

3 3

3 3

22

22

2

4 4

5

6

6

222

222

2

2 2

22

6

6 66

666

6

BR

15'-7"X13'-4"

REQ. LIGHT: 19.51 SF
REQ. AIR: 9.75 SF

BR

8'-8"X11'-5"

REQ. LIGHT: 9.92 SF
REQ. AIR: 4.96 SF

BR

9'-0"X11'-5"

REQ. LIGHT: 10.30 SF
REQ. AIR: 5.15 SF

LR/DR

13'-3"X22'-6"

REQ. LIGHT: 29.94 SF
REQ. AIR: 14.97 SF

BR

10'-9"X12'-3"

REQ. LIGHT: 13.19 SF
REQ. AIR: 6.60 SF

BR

13'-10"X10'-10"

REQ. LIGHT: 14.99 SF
REQ. AIR: 7.50 SF

LR/DR

18'-10"X15'-0"

REQ. LIGHT: 28.16 SF
REQ. AIR: 14.08 SF

LR/DA/SA

12'-9"X14'-11"

REQ. LIGHT: 22.44 SF
REQ. AIR: 11.22 SF

LR/DA/SA

15'-0"X24'-0"

REQ. LIGHT: 30.10 SF
REQ. AIR: 15.05 SF

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 124'-10"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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RM

IT
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0'-
0"

 (T
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L D
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E)

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

NO ACCESS

MAINTENANCE ROOF

(MAINTENANCE ONLY)

A
-
1

4
7

A
-
1

4
7

A
-
1

4
3

A
-
1

4
3

A-145

A

-

1

4

8

A

-

1

4

7

A-148

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022
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1/4" = 1'-0"
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LR/DR

13'-10"X17'-4"

REQ. LIGHT: 23.85 SF
REQ. AIR: 11.92 SF

BR

12'-4"X12'-2"

REQ. LIGHT: 15.01 SF
REQ. AIR: 7.50 SF

LR/DA/SA

16'-5"X11'-2"

REQ. LIGHT: 18.33 SF
REQ. AIR: 9.17 SF

BR

10'-0"X10'-2"

REQ. LIGHT: 10.13 SF
REQ. AIR: 5.06 SF

LR/DR

11'-8"X17'-4"

REQ. LIGHT: 17.23 SF
REQ. AIR: 8.61 SF

BR

9'-8"X9'-8"

REQ. LIGHT: 9.43 SF
REQ. AIR: 4.71 SF

LR/DR

20'-5"X14'-4"

REQ. LIGHT: 29.12 SF
REQ. AIR: 14.56 SF

BR

11'-3"X12'-5"

REQ. LIGHT: 13.97 SF
REQ. AIR: 6.98 SF

BR

11'-3"X12'-5"

REQ. LIGHT: 13.97 SF
REQ. AIR: 6.98 SF

LR/DR

13'-2"X18'-11"

REQ. LIGHT: 24.85 SF
REQ. AIR: 12.43 SF

LR/DA/SA

15'-11"X14'-4"

REQ. LIGHT: 20.56 SF
REQ. AIR: 10.28 SF

BR

11'-6"X9'-6"

REQ. LIGHT: 10.89 SF
REQ. AIR: 5.44 SF

LR/DR

14'-1"X17'-1"

REQ. LIGHT: 24.12 SF
REQ. AIR: 12.06 SF

BR

9'-2"X13'-0"

REQ. LIGHT: 11.92 SF
REQ. AIR: 5.96 SF

LR/DR

11'-0"X23'-11"

REQ. LIGHT: 23.96 SF
REQ. AIR: 11.98 SF

BR

10'-0"X12'-4"

REQ. LIGHT: 12.29 SF
REQ. AIR: 6.15 SF

BR

10'-0"X11'-10"

REQ. LIGHT: 11.79 SF
REQ. AIR: 5.90 SF

LR/DR

12'-1"X18'-0"

REQ. LIGHT: 21.12 SF
REQ. AIR: 10.56 SF

BR

11'-1"X10'-11"

REQ. LIGHT: 12.05 SF
REQ. AIR: 6.03 SF

BR

11'-1"X11'-0"

REQ. LIGHT: 12.15 SF
REQ. AIR: 6.07 SF

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 75'-2"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 74'-10"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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4 4

4
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8

8

6

8

8

NO ACCESS

MAINTENANCE ROOF

(MAINTENANCE ONLY)

NO ACCESS MAINTENANCE ROOF

(MAINTENANCE ONLY)

A
-
1
5

4

A
-
1

5
4

A
-
1

4
9

A
-
1
4

9

NO ACCESS

MAINTENANCE ROOF

(MAINTENANCE ONLY)
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0"

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022
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1/4" = 1'-0"
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NO ACCESS

MAINTENANCE ROOF

(MAINTENANCE ONLY)
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S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

7TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

7TH FLOOR ENLARGED PLAN1
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A-150

A-151A

A

-

1

5

1

B

A

-

1

5

1

A

NO ACCESS

MAINTENANCE ROOF

(MAINTENANCE ONLY)

8'-
0"

4'-
0"

5'-
0"

6'-
0"

5'-
0"

4'-
0"

8'-
0"

5'-
6"

6'-0" 6'-0" 6'-0" 4'-0" 5'-0" 6'-0" 5'-0" 10'-0" 5'-0" 6'-0" 5'-0"

5'-
0"

10
'-0

"
6'-

0"
5'-

0"
6'-

0"
5'-

0"
6'-

0"

5'-0"

A

-

1

5

1

B

A

-

1

5

1

A

A

-

1

5

2

A

-

1

5

1

B

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

7TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

7TH FLOOR ENLARGED PLAN1
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A-152

A-154

A

-

1

5

2

A

-

1

5

0

A

-

1

5

2

A

-

1

5

3

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

7TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

7TH FLOOR ENLARGED PLAN1
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A

-

1

5

4

A

-

1

5

3

A

-

1

5

2

A

-

1

5

3

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

7TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

7TH FLOOR ENLARGED PLAN1
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LR/DR

12'-11"X14'-0"

REQ. LIGHT: 17.98 SF
REQ. AIR: 8.99 SF

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

BR

10'-7"X10'-0"

REQ. LIGHT: 10.55 SF
REQ. AIR: 5.27 SF

BR

9'-11"X10'-0"

REQ. LIGHT: 9.88 SF
REQ. AIR: 4.94 SF

LR/DR

15'-3"X17'-9"

REQ. LIGHT: 27.06 SF
REQ. AIR: 13.53 SF

BR

10'-0"X11'-0"

REQ. LIGHT: 11.03 SF
REQ. AIR: 5.52 SF

LR/DR

12'-3"X12'-6"

REQ. LIGHT: 15.40 SF
REQ. AIR: 7.70 SF

LR/DR

14'-7"X16'-1"

REQ. LIGHT: 23.43 SF
REQ. AIR: 11.71 SF

BR

9'-6"X13'-0"

REQ. LIGHT: 12.32 SF
REQ. AIR: 6.16 SF

BR

11'-2"X9'-2"

REQ. LIGHT: 11.30 SF
REQ. AIR: 5.65 SF

BR

11'-8"X8'-11"

REQ. LIGHT: 11.77 SF
REQ. AIR: 5.88 SF

TOTAL TRAVEL DISTANCE 82'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

BR

9'-7"X10'-7"

REQ. LIGHT: 10.13 SF
REQ. AIR: 5.06 SF

BR

11'-2"X10'-2"

REQ. LIGHT: 11.36 SF
REQ. AIR: 5.68 SF

LR/DA/SA

11'-0"X12'-9"

REQ. LIGHT: 29.80 SF
REQ. AIR: 14.90 SF

TO
TA

L T
RAV

EL
 DIST

AN
CE 5

5'-1
0"

MAX
 PE

RMITT
ED

 12
5'-0

" (C
OMMON PA

TH
)

MAX
 PE

RMITT
ED

 20
0'-0

" (T
RAV

EL
 DIST

AN
CE)

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

BR

15'-7"X13'-4"

REQ. LIGHT: 19.51 SF
REQ. AIR: 9.75 SF

BR

8'-8"X11'-5"

REQ. LIGHT: 9.92 SF
REQ. AIR: 4.96 SF

BR

9'-0"X11'-5"

REQ. LIGHT: 10.30 SF
REQ. AIR: 5.15 SF

LR/DR

13'-3"X22'-6"

REQ. LIGHT: 29.94 SF
REQ. AIR: 14.97 SF

BR

10'-9"X12'-3"

REQ. LIGHT: 13.19 SF
REQ. AIR: 6.60 SF

BR

13'-10"X10'-10"

REQ. LIGHT: 14.99 SF
REQ. AIR: 7.50 SF

LR/DR

18'-10"X15'-0"

REQ. LIGHT: 28.16 SF
REQ. AIR: 14.08 SF

3 2 4
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2
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2
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2
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2
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2

2
2

5

33

2

2

2

4

4

4

4

4

4

12

8

4

12

11
2

2

2

2

12

8 8

NO ACCESS

MAINTENANCE ROOF

(MAINTENANCE ONLY)

NO ACCESS MAINTENANCE ROOF

(MAINTENANCE ONLY)

A
-
1
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A
-
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5
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A
-
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4
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A
-
1
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0"
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'-0
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0"
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0"
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0"
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0"

4'-
3"
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0"

6'-
0"

5'-
0"

6'-
0"

4'-
0"

4'-
0"

6'-
0"

5'-
0"

5'-
0"

4'-
0"

5'-
0"

8'-
0"

5'-
0"

5'-
0"

4'-
0"

4'-
0"

5'-
0"

2'-6" 5'-0" 4'-0" 5'-0" 4'-0" 6'-0"

7'-2" 10'-0" 5'-0" 4'-0" 6'-0" 10'-0" 6'-0" 6'-0" 6'-0" 4'-0" 6'-0" 4'-0" 5'-0" 4'-0" 4'-2"

6'-
0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

10'-0"

4'-4"

4'-0"

5'-0"

4'-
4"

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

A-152

A

-

1

5

4

A

-

1

5

3

A-154

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

7TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

7TH FLOOR ENLARGED PLAN1

73 130



LR/DR

13'-10"X17'-4"

REQ. LIGHT: 23.85 SF
REQ. AIR: 11.92 SF

BR

12'-4"X12'-2"

REQ. LIGHT: 15.01 SF
REQ. AIR: 7.50 SF

LR/DA/SA

16'-5"X11'-2"

REQ. LIGHT: 18.33 SF
REQ. AIR: 9.17 SF

BR

10'-0"X10'-2"

REQ. LIGHT: 10.13 SF
REQ. AIR: 5.06 SF

LR/DR

11'-8"X17'-4"

REQ. LIGHT: 17.23 SF
REQ. AIR: 8.61 SF

BR

9'-8"X9'-8"

REQ. LIGHT: 9.43 SF
REQ. AIR: 4.71 SF

LR/DR

20'-5"X14'-4"

REQ. LIGHT: 29.12 SF
REQ. AIR: 14.56 SF

BR

11'-3"X12'-5"

REQ. LIGHT: 13.97 SF
REQ. AIR: 6.98 SF

BR

11'-3"X12'-5"

REQ. LIGHT: 13.97 SF
REQ. AIR: 6.98 SF

LR/DR

13'-2"X18'-11"

REQ. LIGHT: 24.85 SF
REQ. AIR: 12.43 SF

LR/DA/SA

15'-11"X14'-4"

REQ. LIGHT: 20.56 SF
REQ. AIR: 10.28 SF

BR

11'-6"X9'-6"

REQ. LIGHT: 10.89 SF
REQ. AIR: 5.44 SF

LR/DR

14'-1"X17'-1"

REQ. LIGHT: 24.12 SF
REQ. AIR: 12.06 SF

BR

9'-2"X13'-0"

REQ. LIGHT: 11.92 SF
REQ. AIR: 5.96 SF

LR/DR

11'-0"X23'-11"

REQ. LIGHT: 23.96 SF
REQ. AIR: 11.98 SF

BR

10'-0"X12'-4"

REQ. LIGHT: 12.29 SF
REQ. AIR: 6.15 SF

BR

10'-0"X11'-10"

REQ. LIGHT: 11.79 SF
REQ. AIR: 5.90 SF

LR/DR

12'-1"X18'-0"

REQ. LIGHT: 21.12 SF
REQ. AIR: 10.56 SF

BR

11'-1"X10'-11"

REQ. LIGHT: 12.05 SF
REQ. AIR: 6.03 SF

BR

11'-1"X11'-0"

REQ. LIGHT: 12.15 SF
REQ. AIR: 6.07 SF

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 75'-2"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 74'-10"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

S
CM

S
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S
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S
CMS
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S
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S
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S
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S
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S
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S
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S
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S
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S
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4
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11
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8

8

6

8

8

x14 30

x30 14x30 14
x30 14x30 14

x18 28

x30 14

x14 30

x14 30

x18 28
x18 28

x14 30

x14 30

x30 14

x18 28

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

8TH-18TH FLOORS
ENLARGED PLAN

1/4" = 1'-0"

8TH-18TH FLOOR ENLARGED PLAN1

74 130
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14301430
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3014

1828

1430

1430 1430

1828

3014

2818

3014

1430

1828

1430

3014

1430

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

8TH-18TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

8TH-18TH FLOOR ENLARGED PLAN1
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x30 14

x28 18

x18 28

x28 18

x28 18

x30 14

x30 14

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

8TH-18TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

8TH-18TH FLOOR ENLARGED PLAN1
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UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

LR/DR

12'-11"X14'-0"

REQ. LIGHT: 17.98 SF
REQ. AIR: 8.99 SF

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

BR

10'-7"X10'-0"

REQ. LIGHT: 10.55 SF
REQ. AIR: 5.27 SF

BR

9'-11"X10'-0"

REQ. LIGHT: 9.88 SF
REQ. AIR: 4.94 SF

LR/DR

15'-3"X17'-9"

REQ. LIGHT: 27.06 SF
REQ. AIR: 13.53 SF

BR

10'-0"X11'-0"

REQ. LIGHT: 11.03 SF
REQ. AIR: 5.52 SF

LR/DR

12'-3"X12'-6"

REQ. LIGHT: 15.40 SF
REQ. AIR: 7.70 SF

LR/DR

14'-7"X16'-1"

REQ. LIGHT: 23.43 SF
REQ. AIR: 11.71 SF

BR

9'-6"X13'-0"

REQ. LIGHT: 12.32 SF
REQ. AIR: 6.16 SF

BR

11'-2"X9'-2"

REQ. LIGHT: 11.30 SF
REQ. AIR: 5.65 SF

BR

11'-8"X8'-11"

REQ. LIGHT: 11.77 SF
REQ. AIR: 5.88 SF

TOTAL TRAVEL DISTANCE 82'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

BR

9'-7"X10'-7"

REQ. LIGHT: 10.13 SF
REQ. AIR: 5.06 SF

BR

11'-2"X10'-2"

REQ. LIGHT: 11.36 SF
REQ. AIR: 5.68 SF

LR/DA/SA

11'-0"X12'-9"

REQ. LIGHT: 29.80 SF
REQ. AIR: 14.90 SF

TO
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S
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S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

BR

15'-7"X13'-4"

REQ. LIGHT: 19.51 SF
REQ. AIR: 9.75 SF

BR

8'-8"X11'-5"

REQ. LIGHT: 9.92 SF
REQ. AIR: 4.96 SF

BR

9'-0"X11'-5"

REQ. LIGHT: 10.30 SF
REQ. AIR: 5.15 SF

LR/DR

13'-3"X22'-6"

REQ. LIGHT: 29.94 SF
REQ. AIR: 14.97 SF

BR

10'-9"X12'-3"

REQ. LIGHT: 13.19 SF
REQ. AIR: 6.60 SF

BR

13'-10"X10'-10"

REQ. LIGHT: 14.99 SF
REQ. AIR: 7.50 SF

LR/DR

18'-10"X15'-0"

REQ. LIGHT: 28.16 SF
REQ. AIR: 14.08 SF
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4'-
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5'-
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6'-
0"

4'-
0"

4'-
0"

6'-
0"

5'-
0"

5'-
0"

4'-
0"

5'-
0"

8'-
0"

5'-
0"

5'-
0"

4'-
0"

4'-
0"

5'-
0"

2'-6" 5'-0" 4'-0" 5'-0" 4'-0" 6'-0"

7'-2" 10'-0" 5'-0" 4'-0" 6'-0" 10'-0" 6'-0" 6'-0" 6'-0" 4'-0" 6'-0" 4'-0" 5'-0" 4'-0" 4'-2"

6'-
0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

10'-0"

4'-4"

4'-0"

5'-0"

4'-
4"

x30 14 x30 14 x30 14
x30 14

x14 30

x14 30

x14 30

x30 14

x14 30

x30 14

x30 14

x30 14

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

8TH-18TH FLOOR
ENLARGED PLAN

1/4" = 1'-0"

8TH-18TH FLOOR ENLARGED PLAN1
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DN

DN

EXIT SIGN
& LIGHT

EMR

EXIT SIGN
& LIGHT EXIT SIGN

& LIGHT

MECHANICAL FLOOR @ 19TH FLOOR ONLY

x28 18

x14 30

x30 14
x30 14

x14 30

x14 30

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

MAIN ROOF
ENLARGED PLAN

1/4" = 1'-0"

ROOF ENLARGED PLAN1

78 130
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"
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5'-
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5'-
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10

'-0
"

7'-
0"

4'-
0"

5'-
0"

6'-
0"

5'-
0"

6'-
0"

6'-0"6'-0"6'-0" 4'-0"6'-0" 4'-0" 5'-0" 10'-0"

5'-0"

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

19TH-21ST FLOORS
ENLARGED PLAN

1/4" = 1'-0"

19TH-21ST FLOOR ENLARGED PLAN1
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x14 30

x28 18

x28 18

x14 30

x14 30

x14 30

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

19TH-21ST FLOORS
ENLARGED PLAN

1/4" = 1'-0"

19TH-21ST FLOOR ENLARGED PLAN1
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LR/DR

12'-11"X14'-0"

REQ. LIGHT: 17.98 SF
REQ. AIR: 8.99 SF

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

BR

10'-7"X10'-0"

REQ. LIGHT: 10.55 SF
REQ. AIR: 5.27 SF

BR

9'-11"X10'-0"

REQ. LIGHT: 9.88 SF
REQ. AIR: 4.94 SF

LR/DR

15'-3"X17'-9"

REQ. LIGHT: 27.06 SF
REQ. AIR: 13.53 SF

BR

10'-0"X11'-0"

REQ. LIGHT: 11.03 SF
REQ. AIR: 5.52 SF

LR/DR

12'-3"X12'-6"

REQ. LIGHT: 15.40 SF
REQ. AIR: 7.70 SF

LR/DR

14'-7"X16'-1"

REQ. LIGHT: 23.43 SF
REQ. AIR: 11.71 SF

BR

9'-6"X13'-0"

REQ. LIGHT: 12.32 SF
REQ. AIR: 6.16 SF

BR

11'-2"X9'-2"

REQ. LIGHT: 11.30 SF
REQ. AIR: 5.65 SF

BR

11'-8"X8'-11"

REQ. LIGHT: 11.77 SF
REQ. AIR: 5.88 SF

TOTAL TRAVEL DISTANCE 82'-4"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

BR

9'-7"X10'-7"

REQ. LIGHT: 10.13 SF
REQ. AIR: 5.06 SF

BR

11'-2"X10'-2"

REQ. LIGHT: 11.36 SF
REQ. AIR: 5.68 SF

LR/DA/SA

11'-0"X12'-9"

REQ. LIGHT: 29.80 SF
REQ. AIR: 14.90 SF

TO
TA

L T
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EL
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AN
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5'-1
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RMITT
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 12
5'-0

" (C
OMMON PA

TH
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 20
0'-0

" (T
RAV

EL
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S
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S
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S
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S
CM

S
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S
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S
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S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

BR

15'-7"X13'-4"

REQ. LIGHT: 19.51 SF
REQ. AIR: 9.75 SF

BR

8'-8"X11'-5"

REQ. LIGHT: 9.92 SF
REQ. AIR: 4.96 SF

BR

9'-0"X11'-5"

REQ. LIGHT: 10.30 SF
REQ. AIR: 5.15 SF

LR/DR

13'-3"X22'-6"

REQ. LIGHT: 29.94 SF
REQ. AIR: 14.97 SF

BR

10'-9"X12'-3"

REQ. LIGHT: 13.19 SF
REQ. AIR: 6.60 SF

BR

13'-10"X10'-10"

REQ. LIGHT: 14.99 SF
REQ. AIR: 7.50 SF

LR/DR

18'-10"X15'-0"

REQ. LIGHT: 28.16 SF
REQ. AIR: 14.08 SF
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5'-
0"
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0"

4'-
0"

5'-
0"

8'-
0"

5'-
0"

5'-
0"

4'-
0"

4'-
0"

5'-
0"

2'-6" 5'-0" 4'-0" 5'-0" 4'-0" 6'-0"

7'-2" 10'-0" 5'-0" 4'-0" 6'-0" 10'-0" 6'-0" 6'-0" 6'-0" 4'-0" 6'-0" 4'-0" 5'-0" 4'-0" 4'-2"

6'-
0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

4'-0"

5'-0"

10'-0"

4'-4"

4'-0"

5'-0"

4'-
4"

UP
17R

DN
15R

DN
15R

UP
17R

RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHTx28 18

x28 18

x14 30

x16 26

x26 16

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

19TH-21ST FLOORS
ENLARGED PLAN

1/4" = 1'-0"

19TH-21ST FLOOR ENLARGED PLAN1
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11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

BULKHEAD ROOF
ENLARGED PLAN

1/4" = 1'-0"

BULKHEAD ROOF ENLARGED PLAN1
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BR

10'-2"X10'-5"

REQ. LIGHT: 10.57 SF
REQ. AIR: 5.28 SF

BR

10'-2"X10'-5"

REQ. LIGHT: 10.57 SF
REQ. AIR: 5.28 SF

LR/DR

13'-2"X17'-5"

REQ. LIGHT: 23.00 SF
REQ. AIR: 11.50 SF

BR

17'-6"X10'-11"

REQ. LIGHT: 19.10 SF
REQ. AIR: 9.55 SF

LR/DR

24'-9"X11'-0"

REQ. LIGHT: 25.30 SF
REQ. AIR: 12.65 SF

BR

12'-4"X10'-0"

REQ. LIGHT: 12.29 SF
REQ. AIR: 6.15 SF

BR

12'-4"X9'-8"

REQ. LIGHT: 11.88 SF
REQ. AIR: 5.94 SF

BR

19'-8"X11'-4"

REQ. LIGHT: 22.24 SF
REQ. AIR: 11.12 SF

LR/DR

15'-10"X14'-10"

REQ. LIGHT: 23.42 SF
REQ. AIR: 11.71 SF

BR

10'-1"X10'-0"

REQ. LIGHT: 10.12 SF
REQ. AIR: 5.06 SF

BR

10'-1"X10'-0"

REQ. LIGHT: 10.12 SF
REQ. AIR: 5.06 SF

BR

17'-7"X10'-2"

REQ. LIGHT: 17.92 SF
REQ. AIR: 8.96 SF

BR

13'-3"X11'-0"

REQ. LIGHT: 14.62 SF
REQ. AIR: 7.31 SF

BR

11'-4"X9'-10"

REQ. LIGHT: 11.19 SF
REQ. AIR: 5.59 SF

BR

17'-8"X12'-9"

REQ. LIGHT: 22.58 SF
REQ. AIR: 11.29 SF

BR

9'-11"X15'-3"

REQ. LIGHT: 15.12 SF
REQ. AIR: 7.56 SF

LR/DR

14'-7"X26'-10"

REQ. LIGHT: 39.13 SF
REQ. AIR: 19.57 SF
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W
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N.
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"

TOTAL TRAVEL DISTANCE 65'-9"
MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)
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11'-0" 6'-0" 6'-0"

5'-
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12
'-0

"
5'-

0"
9'-

0"
2'-

0"
4'-

0"

3014

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

22ND-25TH FLOORS
ENLARGED PLAN

1/4" = 1'-0"

22ND-25TH FLOOR ENLARGED PLAN1
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x14 30

x28 18

x28 18

x14 30

x14 30

x14 30

S
CM

LEGEND:

1-HOUR RATED WALL
2-HOUR RATED WALL
3-HOUR RATED WALL
TRAVEL DISTANCE
SMOKE/CARBON MONOXIDE 

DETECTOR
WALL MOUNTED EXIT SIGN & LIGHT

CEILING MOUNTED
EXIT SIGN & LIGHT

11 Broadway, Suite 1700
New York, NY 10004

Tel (212) 213-8007  Fax (212) 686-1754

18 W 18TH STREET, 10TH FLOOR

NEW YORK, NY 10011

365 W. 34TH STREET, 3RD FLOOR

NEW YORK, NY 10001

440 PARK AVENUE SOUTH

NEW YORK, NY 10016

120 BROADWAY, 20TH FLOOR

NEW YORK, NY 10271

71 ROUTE 35

LAURENCE HARBOR, NJ 08879

512 7TH AVENUE, 15TH FL
NEW YORK, NY 10018

450 PARK AVENUE, 25TH FL
NEW YORK, NY 10022

N E

S

W

22ND-25TH FLOORS
ENLARGED PLAN

1/4" = 1'-0"

22ND-25TH FLOOR ENLARGED PLAN1
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64'-4"

51
'-4

"

23
'-0

"

61'-2"

48
'-0

"

53
'-1

0"

19'-1"

17'-2"

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

S
CM

MINIMUM DISTANCE BETWEEN STAIRS = 24'-4"
MIN. PERMITTED 15'-0"

TOTAL TRAVEL DISTANCE 78'-6"

MAX PERMITTED 125'-0" (COMMON PATH)

MAX PERMITTED 200'-0" (TRAVEL DISTANCE)

TOTAL TRAVEL DISTANCE 54'-1"

MAX PERMITTED 125'-0" (C
OMMON PATH)

MAX PERMITTED 200'-0" (T
RAVEL DISTANCE)

BR

15'-10"X10'-0"

REQ. LIGHT: 15.80 SF
REQ. AIR: 7.90 SF

BR

9'-6"X10'-7"

REQ. LIGHT: 10.05 SF
REQ. AIR: 5.02 SF

BR

9'-6"X10'-7"

REQ. LIGHT: 10.05 SF
REQ. AIR: 5.02 SF

LR/DR

16'-9"X13'-5"

REQ. LIGHT: 22.49 SF
REQ. AIR: 11.25 SF

FOYER

12'-4"X9'-5"

REQ. LIGHT: 11.60 SF
REQ. AIR: 5.80 SF

BR

8'-8"X11'-5"

REQ. LIGHT: 9.92 SF
REQ. AIR: 4.96 SF

BR

9'-0"X11'-5"

REQ. LIGHT: 10.30 SF
REQ. AIR: 5.15 SF

LR/DR

13'-4"X20'-11"

REQ. LIGHT: 27.82 SF
REQ. AIR: 13.91 SF

BR

11'-7"X9'-0"

REQ. LIGHT: 10.41 SF
REQ. AIR: 5.21 SF

BR

15'-7"X14'-9"

REQ. LIGHT: 22.92 SF
REQ. AIR: 11.46 SF

BR

10'-9"X12'-3"

REQ. LIGHT: 13.19 SF
REQ. AIR: 6.60 SF

BR

LR/DR

18'-9"X15'-0"

REQ. LIGHT: 28.14 SF
REQ. AIR: 14.07 SF

13'-8"X11'-3"

S
CM

REQ. LIGHT: 15.37 SF
REQ. AIR: 7.69 SF

S
CM

S
CM

S
CM

S
CM

S
CM

BR

S
CM

BR

10'-0"X14'-2"

REQ. LIGHT: 14.20 SF
REQ. AIR: 7.10 SF

11'-4"X11'-2"

REQ. LIGHT: 12.63 SF
REQ. AIR: 6.31 SF

REQ. LIGHT: 12.71 SF
REQ. AIR: 6.36 SF

BR

11'-4"X11'-2"

LR/DR

19'-9"X22'-7"

REQ. LIGHT: 39.35 SF
REQ. AIR: 19.68 SF
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RECYCLING
SHELF 5.87 SF

STAIR E STAIR F

EXIT SIGN
& LIGHT

EXIT SIGN
& LIGHT
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